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EX. 525mmØ COMB

EX. 375mmØ COMB

EX. 375mmØ COMB

EX. SA15
W INV=53.80
E INV=54.03

EX. SA13
N INV=52.02
S INV=52.02

EX. SA7
W INV=52.95
E INV=54.97
N INV=51.59
S INV=51.61

EX. SA18
W INV=54.33
N INV=52.36
S INV=52.34
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EX. 250mmØ SAN @ 1.00%
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0.89 INFL
G3B

0.25 104
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EX. COMB.
T/G=58.43
NE INV=55.12

ABAND. GAS

EX. 675mmØ CONC COMB. @ 1.24%

EX. 1200x1200mm BOX CONC COMB. @ 0.40%
EX. 1200mm HORSESHOE CONC COMB. @ 0.30%

ABAND. GAS

EX. 375mmØ PVC COMB. @ 1.05%

EX. COMB.
T/G=58.94
NE INV=53.30
SW INV=53.23 EX. COMB.
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EX. COMB.
NW INV=±51.95
SE INV=±51.95
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EX. 450mmØ CONC COMB.
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NE INV=±52.40
SW INV=±52.40 EX. COMB.

NW INV=±51.50
SE INV=±51.65

SW INV=±51.98

EX. COMB.
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NE INV=±54.46
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SW INV=±53.65

C
ITY

 C
EN

TR
E 

AV
EN

UE

0.40 1035
I11A

0.72 INST
I3C

FUTURE RECREATION AND CULTURAL FACILITY
(4,678m² FOOTPRINT, 3 FLOORS, 150 U/G
PARKING SPACES)
FFE=±58.05

PLANT RECREATION
CENTRE
FFE=±58.15

CONCEPTUAL
MID-RISE
(996m² FOOTPRINT,
6 FLOORS, 60 UNITS
- ASSUMED 60%
1-BED, 35% 2-BED,
5% 3-BED)
FFE=±59.80

FUTURE SCHOOL
(1,590m² FOOTPRINT, 4 FLOORS
+ 2 FLOOR EXPANSION,  NO
U/G PARKING)
FFE=±59.50

1 ha PARK AREA

EX. PLOUFFE PARK
FUTURE PLANT REC

REATIO
N C

ENTRE
ADDITIO

N (840m
² O

VERALL EXPANSIO
N)

FFE=±58.15

FUTURE HIGH DENSITY RESIDENTIAL SITE
(480 UNITS - ASSUMED 60% 1-BED, 35%
2-BED, 5% 3-BED, 2,325 m² COMMERCIAL,
180 U/G PARKING SPACES)

FUTURE BLDG A
(25 FLOORS)

FUTURE BLDG B
(20 FLOORS)

FUTURE BLDG C
(15 FLOORS)

2,325m2
COMMERCIAL

ASSUMED POPULATION:
· 847 STUDENTS
· 88 DAYCARE
· 100 STAFF

8.7m-250mmØ SAN @ 0.50%
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10.7m-250mmØ SAN @ 0.50%

SAN 1B (1200Ø)
CONNECT TO EX. COMB MH

T/G=59.51
N INV=54.20
W INV=54.20

NW INV=51.95
S INV=51.95

SAN 3 (1200Ø)
T/G=59.33
SW INV=54.45

SAN 10 (1200Ø)
CONNECT TO EX. SAN SEWER

T/G=58.61
E INV=54.32

NW INV=54.40

SAN 11 (1200Ø)
T/G=59.14

SE INV=54.57

SAN 2 (1200Ø)
T/G=59.59

E INV=54.25

SAN 3A (1200Ø)
T/G=59.48
S INV=54.24
NE INV=54.27

35.4m-250mmØ SAN @ 0.50% PLANT RECREATION CENTRE EXPANSION ASSUMED TO
CONNECT TO EX. BUILDING SERVICES WHICH ARE
ASSUMED TO HAVE ADEQUATE CAPACITY TO SUPPORT
THE EXPANSION. TO BE DETERMINED THROUGH
SUBSEQUENT SITE PLAN CONTROL PROCESS.

PLANT RECREATION CENTRE EXPANSION ASSUMED TO
CONNECT TO EX. BUILDING SERVICES WHICH ARE
ASSUMED TO HAVE ADEQUATE CAPACITY TO SUPPORT
THE EXPANSION. TO BE DETERMINED THROUGH
SUBSEQUENT SITE PLAN CONTROL PROCESS.
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PROPOSED SANITARY SEWER

COM

POPULATION

SANITARY DRAINAGE AREA ha.

SANITARY DRAINAGE AREA

SANITARY DRAINAGE AREA ID#

0.38
R1A

34

COMMERCIAL FLOW RATES USED
(28,000 L/Ha/d FLOW, AND 0.33 L/s/Ha INFILTRATION)

IND LIGHT INDUSTRIAL FLOW RATES USED
(35,000 L/Ha/d FLOW, AND 0.33 L/s/Ha INFILTRATION)

INST INSTITUTIONAL FLOW RATES USED
(28,000 L/Ha/d FLOW, AND 0.33 L/s/Ha INFILTRATION)

INFL INFILTRATION ONLY FLOW RATES USED
(0.33 L/s/Ha INFILTRATION)
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