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SITE SERVICING AND STORMWATER MANAGEMENT BRIEF - HAMPTON INN AND SUITES, 4401
FALLOWFIELD ROAD, OTTAWA, ON

Intfroduction and Obijective
February 9, 2018

Stantec Consulting Ltd. has been retained by 2441736 Ontario Inc. to prepare the following site
servicing and stormwater management (SWM) brief to satisfy the City of Ottawa Site Plan
Control Application process. The site is located on 4401 Fallowfield Road, north and west of
Fallowfield Road, and east of Highway 416 in the city of Ottawa (see Figure 1 below). The site is
within the future O’Keefe Court commercial business park and it was identified as Block 8 in the
Design Brief O'Keefe Court — 416 Lands prepared by IBl Group for DCR Phoenix in January 2018

(report excerpts have been included in Appendix E).
The 0.84 ha proposed development consists of a six-storey hotel building with 102 rooms, surface
parking and associated access and servicing infrastructure. Municipal services to service the

proposed development will be located in the future Street No.1 within the O'Keefe Court
commercial business park. The current design is based on Mataj Architects site plan dated

January 17, 2018 as shown in Appendix B.

Figure 1: Site Location

FALLOWFIELD
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SITE SERVICING AND STORMWATER MANAGEMENT BRIEF - HAMPTON INN AND SUITES, 4401
FALLOWFIELD ROAD, OTTAWA, ON

Intfroduction and Obijective
February 9, 2018

1.1 OBJECTIVE

This site servicing and SWM brief has been prepared to present a servicing scheme that is free of
conflicts and which utilizes the future infrastructure as obtained from available design drawings.
Infrastructure requirements for water supply, sanitary and storm sewer services are presented in
this report.

Criteria and constraints provided in the background reports have been used as a basis for the
servicing design of the proposed development. Specific elements and potential development
constraints to be addressed are as follows:

e Prepare a grading plan in accordance with the proposed site plan and existing and future
street design grades.

e Storm Sewer Servicing
o Define major and minor conveyance systems in conjunction with the grade conftrol plan.

o Maximize surface grading fo meet stormwater management (SWM) storage
requirements.

o Define and size the proposed storm sewer network which will be connected to the future
MHO08 and 525 mm diameter storm sewer designed by others to service the proposed
site.

o Size inlet control devices to meet the SWM allowable release rate for the site.
¢ Wastewater Servicing

o Define and size the sanitary sewer network which will be connected to the future 250 mm
diameter stub designed by others.

e Water Servicing

o Estimate water demands to characterize the proposed feed for the proposed
development which will be serviced from the future 200 mm diameter watermain
designed by others.

o Watermain servicing for the development is to be able to provide average day and
maximum day (including peak hour) demands (i.e. non-emergency conditfions) at
pressures within the acceptable range of 50 to 80 psi (345 to 552 kPa).

o Under fire flow (emergency) conditions, the water distribution system is fo maintain a
minimum pressure greater than 20 psi (140 kPa).

The accompanying drawings included in the back of this report illustrate the proposed internal
servicing scheme for the site.

(J} Stantec
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References
February 9, 2018

The following background studies have been referenced during the preliminary servicing design
of the proposed site:

e Design Brief O'Keefe Court — 416 Lands, IBI Group, January 2018

e R. Patel Barrhaven Hotel, Ottawa, ON Geotechnical Subsurface Investigation Report No.
17C032, St. Lawrence Testing and Inspecting Co. Ltd., February 28, 2017

e Technical Bulletin PIEDTB -2016-01, City of Ottawa, September 6, 2016

e Technical Bulletin ISDTB-2014-01, City of Ottawa, February 2014

e City of Ottawa Sewer Design Guidelines, City of Ottawa, October 2012

e City of Ottawa Design Guidelines — Water Distribution, City of Ottawa, July 2010
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SITE SERVICING AND STORMWATER MANAGEMENT BRIEF - HAMPTON INN AND SUITES, 4401
FALLOWFIELD ROAD, OTTAWA, ON

Water Distribution
February 9, 2018

The proposed development is located in the City of Ottawa Barrhaven Water Pressure Zone. The
proposed development will be serviced through a future 200 mm diameter service watermain
designed by IBl as part of the O’Keefe Court Commercial Business Park which will be connected
to a 300 mm diameter watermain in Street No. 1 as shown on Drawing SSP-1.

The proposed six-storey building is to be a hotel with 102 rooms. The building is fo have a fotal
floor space of approximately 7,457 m2,

Water demands were calculated using the City of Oftawa Water Distribution Guidelines (July
2010) to determine the typical operating pressures to be expected at the building (see detailed
calculations in Appendix A). A daily rate of 225 L/cap/day has been applied for the population
of the proposed site as per Table 4.2 of the Ottawa Design Guidelines — Water Distribution for
hotels. The average daily (AVDY) residential demand was estimated for an occupancy of 2
persons per room. Maximum day (MXDY) residential demand was determined by multiplying the
AVDY demand by a factor of 2.5 and peak hourly (PKHR) residential demand was determined
by multiplying the MXDY demand by a factor of 2.2. The estimated demands are summarized in
Table 1.

Table 1: Estimated Water Demands

Population | AVDY (L/s) | MXDY (L/s) | PKHR (L/s)
Hotel 204 0.53 1.33 2.92

1. Hofel population based on 102 rooms and 2 persons per room.

The fire flow requirement was calculated in accordance with Fire Underwriters Survey (FUS) and
determined to be approximately 8,000 L/min (133 L/s). This estimate is based on a non-
combustible construction building with a sprinkler system designed to conform to NFPA 13 (see
detailed calculations in Appendix A).

As part of the servicing design for the O'Keefe Court commercial business park, 1Bl prepared a
detailed hydraulic analysis which included the proposed site, referred as Block 8 in IBl's design
(report excerpts have been included in Appendix E). The following boundary conditions were
obtained from the O'Keefe Court hydraulic analysis for junction J-35.

Minimum HGL = 149.53 m
Maximum HGL = 154.28 m

The desired normal operating objective pressure range as per the City of Ottawa 2010 Water
Distribution Design Guidelines is 345 kPa (50 psi) to 552kPa (80 psi) and no less than 276kPa (40
psi] at ground elevation. Furthermore, the maximum pressure at any point in the water
distribution should not exceed 100 psi as per the Ontario Building/Plumbing Code; pressure

(,_4 Stantec
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SITE SERVICING AND STORMWATER MANAGEMENT BRIEF - HAMPTON INN AND SUITES, 4401
FALLOWFIELD ROAD, OTTAWA, ON

Water Distribution
February 9, 2018

reducing measures are required to service areas where pressures greater than 552kPa (80 psi)
are anficipated.

The proposed grade at the building connection is approximately 103.84 m. With respect to the
peak hour flow conditions, the resulting boundary condition HGL of 149.53 m corresponds to a
peak hour pressure of 65 psi. Since the proposed building is a é-storey building, an additional 5
psi for every additional storey over two storeys is required to account for the change in elevation
head and additional headloss. Given that the lowest pressure is expected to be 65 psi at ground
level, the resultant equivalent pressure at the éth floor will be approximately 45 psi and below the
City’s objective pressures. As a result, a pump will be required to maintain an acceptable level
of service on the higher floors.

With respect to the maximum pressure during basic day demands, the resulting boundary
condition HGL of 154.28 m corresponds to a pressure of 72 psi. The value is within the normall
operating pressure range as per MOECC and City of Ottawa design guidelines.

In regards to available fire flow, the hydraulic analysis for the O'Keefe Court development
assumed a fire flow rate of 15,000 L/min (250 L/s) for the commercial buildings within the future
blocks, and concluded that a minimum fire flow of 368 L/s was available in the system at a 20 psi
residual pressure. As a result, the 8,000 L/min (133 L/s) fire flow requirement for the proposed
building can be achieved within the future watermain at the proposed site location while
maintaining a residual pressure of at least 138kPa (20 psi).

In conclusion, based on the hydraulic analysis for the O'Keefe Court commercial business park,
the future 300 mm diameter watermain on Street No.1 will provide adequate fire flow capacity
as per the Fire Underwriters Survey. The service connection will be capable of providing
anticipated demands to the lower storeys but will require a booster pump to maintain pressures
of 276 kPa (40 psi) for the upper floors.

(J} Stantec
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SITE SERVICING AND STORMWATER MANAGEMENT BRIEF - HAMPTON INN AND SUITES, 4401
FALLOWFIELD ROAD, OTTAWA, ON

Sanitary Sewer
February 9, 2018

As illustrated on Drawing SSP-1, sanitary servicing for the proposed development will be provided
through a future 250 mm diameter service lateral connecting to the future 250 mm diameter
sanitary sewer on Street No.1. Wastewater flows from the proposed development, referred as
Block 8, were included in the sanitary sewer design of the O'Keefe court Commercial Business
Park sanitary sewer network prepared by 1Bl in January 2018 (see report excerpts in Appendix E).

The proposed 0.84 ha development will consist of a six-storey hotel building with 102 rooms,
surface parking, and associated access infrastructure. The anticipated wastewater peak flow
generated from the proposed development is summarized in Table 2 below while a sanitary
sewer design sheet is included in Appendix C.

Table 2: Estimated Wastewater Peak Flow

Residential Units
# of Pobulation Peak Peak Flow | Infiliration Flow Tlg;?rl sz/:;(
Rooms P Factor (L/s) (L/s)
102 204 40 3.31 0.24 3.55

1. Average hotel flow based on 350 L/p/day (225 L/p/day for the residential portion with full housekeeping
facilities, plus 125 L/p/day for the dining room)

Peak factor for residential units calculated using Harmon's formula

Hotel population estimated based on 2 persons/room

Infiltration flow based on 0.28 L/s/ha.

rwbd

The sanitary sewer design for the O'Keefe court Commercial Business Park assumed an average
flow of 50,000 L/ha/day, a peck factor of 1.5 and infiltration flow of 0.28 L/s/ha, which results in a
total peak flow of 0.97 L/s from the proposed site (Block 8). The total estimated peak flow from
the proposed site is 3.55 L/s which is higher than the value initially assumed for Block 8. However,
as can be seen in the sanitary sewer design sheet prepared by IBl for the O'Keefe court
Commercial Business Park included in Appendix E, the residual capacity of the downstream
sewers is at least 21.9 L/s and as such, the residual capacity in the future sewer will be sufficient
to accommodate the proposed development. Detailed sanitary sewage calculations are
included in Appendix C.

4.1 SANITARY SEWER DESIGN CRITERIA

As outlined in the City of Ottawa Sewer Design Guidelines and the MOECC's Design Guidelines
for Sewage Works, the following criteria were used to calculate estimated wastewater flow rates
and to size the sanitary sewer lateral:

¢  Minimum Velocity — 0.6 m/s (0.8 m/s for upstream sections)
e Maximum Velocity — 3.0 m/s
¢ Manning roughness coefficient for all smooth wall pipes — 0.013

(,_4 Stantec
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Sanitary Sewer
February 9, 2018

e 2 persons/room

e Harmon's Formula for Peak Factor— Max = 4.0

e Extraneous Flow Allowance - 0.28 L/s/ha (conservative value)
¢ Manhole Spacing - 120 m

e Minimum Cover-2.5m

(J Stantec
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Stormwater Management
February 9, 2018

5.1 OBJECTIVES

The objective of this stormwater management plan is to determine the measures necessary to
confrol the quantity of stormwater released from the proposed development to the required
levels and to provide sufficient detail for approval and construction.

5.2 SWM CRITERIA AND CONSTRAINTS

The stormwater management criteria for the proposed site are based on the Design Brief
O’'Keefe Court —416 Lands prepared by 1Bl Group in January 2018, and the City of Ottawa Sewer
Design Guidelines (2012). The following summarizes the criteria used in the preparation of this
stormwater management plan:

e All minor system release rate up to the 100-year storm event from the proposed
development to be restricted to 115 L/s

e 90 m3 of on-site storage be provided to attenuate major system peak flows
discharged to Street No.1

e Maximum 100-year water depth of 0.35 m in parking and access areas
e Provide adequate emergency overflow conveyance (overland flow route) off-site

e Size the storm lateral to convey the 2-year storm event, assuming only roof conftrols
are imposed (i.e. provide capacity for system without inlet control devices installed)

e Size storm sewers using an inlet fime of concentration (Tc) of 10 minutes

e 100-year HGL to be at least 30 cm below the proposed under side of footings (USF).
However, this is not a concern for this site since no basements are proposed.

¢ Water quality control will be provided in the downstream stormwater management
facility within the O’Keefe Court Commercial Business Park

53 STORMWATER MANAGEMENT DESIGN

The proposed 0.84 ha development consists of a six-storey hotel building, parking, access and
landscaped areas, and associated servicing infrastructure. The overall imperviousness of the site
is 71% (C = 0.70).

(,_,» Stantec
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Stormwater Management
February 9, 2018

It is proposed to direct stormwater runoff from the proposed development to the future 525 mm
diameter service lateral that will be provided to service the site through the O'Keefe
Commercial Business Park. A combination of roof storage and surface storage in parking sags is
proposed to achieve the required 90 m3 on-site storage, while a combination of inlet control
devices (ICDs) in the proposed catchbasins are proposed to restrict post development peak
flows from the proposed development area to the allowable 115 L/s release rate which is
equivalent to the 2-year runoff from a 0.75 ha area with a runoff coefficient of 0.80 as outlined in
IBI's report for the O’keefe Commercial Business Park (report excerpts are included in Appendix
E). The site plan, proposed storm sewers and future connecting storm sewer infrastructure are
shown on Drawing SSP-1.

The intent of the stormwater management plan presented herein is to meeft the criteria outlined
in the background documents. The proposed stormwater management plan is designed to
detain runoff on the rooftop and on the parking areas to ensure that peak flows after
construction from the proposed development area will not exceed the target release rate for
the site.

A small grassed portion of the back of the site along Fallowfield Road as well as a small portion
along the front of the site on Street No.1 cannot be graded to enter the site’s storm sewer system
and as such these areas will sheet drain uncontrolled. Runoff from the uncontrolled area along
the front of the site is included in the overall site discharge calculations. However, the
uncontrolled area along the back of the site has not been included in the SWM calculations,
given that this area was not included in IBlI's SWM calculations and was initially assumed to sheet
drain uncontrolled.

The Modified Rational Method was used to assess the quantity and volume of runoff generated
during post development conditions. The site was subdivided into subcatchments (subareas)
fributary to storm sewer inlets, as defined by the location of catchbasins / inlet grates, and used
in the storm sewer design (see Appendix D). A summary of subareas and runoff coefficients is
provided in Appendix D, and Drawing SD-1 indicates the stormwater management
subcatchments.

The stormwater management plan for the O'Keefe Commercial Business Park outlined on-site
storage requirements for the individual commercial blocks as 120 m3/ha which resulted in 90 m3
of on-site storage required for the proposed development. Drawing SD-1 indicates the design
release rate from the rooftop and the proposed inlet control devices. Stormwater management
calculations are provided in Appendix D.

(,_4 Stantec
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Stormwater Management
February 9, 2018

5.3.3.1 Rooftop Storage

It is proposed to retain stormwater on the rooftop by installing restricted flow roof drains. The
following calculations assume the proposed roof will be equipped with four standard Watts
Model R1100 Accuflow Roof Drains fully open.

Waltts “Accuflow” roof drain data has been used to calculate a practical roof release rate and
detention storage volume for the rooftop. It should be noted that the “Accuflow” roof drain has
been used as an example only and that other products may be specified for use, provided that
the roof release rate is restricted to match the maximum rate of release indicated in Table 3 and
Table 4 and that sufficient roof storage is provided to meet (or exceed) the resulting volume of
detained stormwater.

Table 3 and Table 4 provide details regarding the retention of stormwater on the proposed
rooftop during the 2 and 100-year storm events. Refer to Appendix D for details.

Table 3: Peak Controlled (Rooftop) 2-Year Release Rate

Area ID Area (hCl) Head (m) Qrelease (L/S) Vstored (m3)
R100A 0.120 0.10 5.1 12.7

Table 4: Peak Controlled (Rooftop) 100-Year Release Rate

Area ID Area (ha) Head (m) Qrelease (L/s) Vstored (M3)
R100A 0.120 0.15 7.6 42.0

5.3.3.2 Surface Storage

In addition to rooftop storage, it is proposed to detain stormwater on the parking lot sags
through ICDs located in the proposed catchbasins. Approximately 112 m3 of storage is available
on the parking lot. Table 5 and Table 6 summarize the ICD characteristics for the 2-year and 100-
year events respectively.

Table 5: Peak Controlled (Tributary) 2-Year Release Rate

Area ID Catchbasin ID Type of ICD Head (m) Q('f'/?)se Vistored (M3)
F100A CB502 102mm DIA. ORIFICE 1.38 16.23 0.0
F100B CB504 LMF70 1.49 5.26 2.2
F100C CB503 LMF100 1.33 10.30 0.0
F100D CB501 83mm DIA. ORIFICE 1.38 11.96 0.0
F100E CB500 LMF105 1.38 11.50 0.3

F505A & F506A CBMH505 83mm DIA. ORIFICE 1.72 19.17 11.5

( ) Stantec

pa w:\active\160401378_4401 fallowfield road\design\report\servicing\rpt_2018-02-07_servicing_amp.docx 5 3




SITE SERVICING AND STORMWATER MANAGEMENT BRIEF - HAMPTON INN AND SUITES, 4401
FALLOWFIELD ROAD, OTTAWA, ON

Stormwater Management
February 9, 2018

Table é: Peak Controlled (Tributary) 100-Year Release Rate

Area ID Catchbasin ID Type of ICD Head (m) Q('f'/?)se Visiored (M3)
F100A CB502 102mm DIA. ORIFICE 1.53 27.31 11.9
F100B CB504 LMF70 1.64 5.52 13.4
F100C CB503 LMF100 1.44 10.71 3.6
F100D CB501 83mm DIA. ORIFICE 1.53 18.08 10.0
F100E CB500 LMF105 1.45 11.79 1.0
FS05A & F506A CBMH505 83mm DIA. ORIFICE 1.87 19.99 60.6

As can be seen in the above tables, a total of 142 m3 of storage are used in the parking lot areas
and in the roof during the 100-year storm, thus meeting the 90 m3 on-site storage required.

A small portion of the site fronting Streef No.1 (see area UNC-1 on Drawing SD-1) could not be
graded to enter the building’s storm sewer system and as such it will sheet drain uncontrolled.

Table 7 and Table 8 summarize the 2 and 100-year uncontrolled release rates from the proposed
development.

Table 7: Peak Uncontrolled (Tributary) 2-Year Release Rate

Area ID Area (ha) Runoff ‘C’ Tc (min) Qrelease (L/s)
UNC-1 0.05 0.41 10 4.4

Table 8: Peak Uncontrolled (Tributary) 100-Year Release Rate

Area ID Area (ha) Runoff ‘C’ Tc (min) Qrelease (L/s)
UNC-1 0.05 0.51 10 12.7

Table 9 and Table 10 demonstrate that the proposed stormwater management plan provides
adequate attenuation storage to meet the target peak outflow for the site.

Table 9: Estimated Discharge from Site (2-Year)

Area Type Vstored (M3) Qrelease (L/s) Target (L/s)
Confrolled - Parking 14.0 74.4
Controlled — Roof 7.0 5.1 115
Unconfrolled — (UNC-1) - 4.4

Q Stantec
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SITE SERVICING AND STORMWATER MANAGEMENT BRIEF - HAMPTON INN AND SUITES, 4401

FALLOWFIELD ROAD, OTTAWA, ON

Stormwater Management

February 9, 2018

Area Type

Vstored (m3)

Qrelease (L/S)

Target (L/s)

Total

21.0

83.9

Table 10: Estimated Discharge from Site (100-Year)

Area Type Vstored (mM3) Qrelease (L/s) Target (L/s)
Controlled — Parking 100.4 93.4
Conftrolled — Roof 42.0 7.6
Unconftrolled — (UNC-1) - 12.7 ns
Total 142.4 113.7

As can be seen above, the proposed ICD combination meets the minor system target release

rate for the site.

Q Stantec
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SITE SERVICING AND STORMWATER MANAGEMENT BRIEF - HAMPTON INN AND SUITES, 4401
FALLOWFIELD ROAD, OTTAWA, ON

Grading and Drainage
February 9, 2018

The proposed development site measures approximately 0.84 ha in area. A detailed grading
plan (see Drawing GP-1) has been provided to safisfy the stormwater management
requirements and to provide sufficient cover over the proposed storm sewers. Site grading has
been established to provide emergency overland flow routes for stormwater management
towards Street No.1 in accordance with the background documents.

(J} Stantec
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SITE SERVICING AND STORMWATER MANAGEMENT BRIEF - HAMPTON INN AND SUITES, 4401
FALLOWFIELD ROAD, OTTAWA, ON

Ufilities
February 9, 2018

As part of works related to the O'Keefe Commercial Business Park, it is anficipated that sufficient
Hydro Oftawa, communications and gas will be available for the proposed development.
Detailed design of the required utility services will be further investigated as part of the
composite utility planning process following design circulation.

(.A Stantec
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SITE SERVICING AND STORMWATER MANAGEMENT BRIEF - HAMPTON INN AND SUITES, 4401
FALLOWFIELD ROAD, OTTAWA, ON

Erosion COntrol During Construction
February 9, 2018

Erosion and sediment controls must be in place during construction. The following
recommendations to the contractor will be included in contract documents.

1. Implement best management practices to provide appropriate protection of the existing
and proposed drainage system and the receiving water course (s).

2. Limit extent of exposed soils at any given time.

3. Re-vegetate exposed areas as soon as possible.

4. Minimize the area to be cleared and grubbed.

5. Protect exposed slopes with plastic or synthetic mulches.

6. Provide sediment traps and basins during dewatering.

7. Install sediment traps (such as SiltSack® by Terrafix) between catch basins and frames.

8. Plan construction at proper time to avoid flooding.

9. Installation of a mud matt to prevent mud and debris from being fransported off site.

10. Installation of a silt fence to prevent sediment runoff.

The contractor will, at every rainfall, complete inspections and guarantee proper performance.
The inspection is to include:

1. Verification that water is not flowing under silt barriers.
2. Clean and change silt traps at catch basins.

Refer to Drawing EC/DS-1 for the proposed location of silt fences, and other erosion conftrol
structures.

(J} Stantec
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SITE SERVICING AND STORMWATER MANAGEMENT BRIEF - HAMPTON INN AND SUITES, 4401
FALLOWFIELD ROAD, OTTAWA, ON

Geotechnical Investigation
February 9, 2018

A geotechnical report was prepared by St. Lawrence Testing and Inspection Co. Ltd. in February
2017 (see report excerpts in Appendix E). As stated in the geotechnical report, the site
appearance indicates native soil within the bush area and the area to the east, while the area
to the west of the bush shows fill. In the native soil area, the surface is covered by topsoil that
varies from 10 fo 11 inches thick. Below the topsoil is a brown to brown grey, moist, dense silty
sand with gravel fill. In the fill area on the west side, the fill is a mixture of topsail, silt, sand and
clay. Below the fill, there is grey, moist loose silt with sand that extends to 10.3 ft.

Where any roadway or parking lot is built over the fill on the west side, the area should be
covered by a geotextile such as a Terrafix 240R.

The parking lot above the fill area should consist of 18 inches of Granular "B" Type 2 compacted
to 100% Standard Proctor Density for the subbase course. The base course should consist of 6
inches of Granular "A" compacted to 100% Standard Proctor Density.

The parking lot in the native soil area on the east side should consist of 12 inches of Granular "B"
Type 2 subbase and 6 inches of Granular "A' base, each compacted to 100% Standard Proctor
Density.

The asphalt over the whole area should be as follows. For the roadways, there should be 2
inches of HL4 base course and 1 % inches of HL3 surface course, each compacted to 96%
Marshall Density. For strictly car parking, the asphalt should consist of 2 inches of HL3 compacted
to 96% Marshall Density.

(J} Stantec
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SITE SERVICING AND STORMWATER MANAGEMENT BRIEF - HAMPTON INN AND SUITES, 4401
FALLOWFIELD ROAD, OTTAWA, ON

Conclusions
February 9, 2018

10.1 WATER SERVICING

The 300 mm diameter watermain on Street No.1 will provide adequate fire flow capacity as per
the Fire Underwriters Survey. The service connection will be capable of providing anticipated
demands to the lower storeys but will require a booster pump to maintain pressures of 276 kPa
(40 psi) for the upper floors.

10.2 SANITARY SERVICING

The proposed sanitary sewer lateral is sufficiently sized to provide gravity drainage for the site.
The proposed site will be serviced by a 250 mm diameter service lateral directing wastewater
flows to the future 250 mm dia. Street No.1 sanitary sewer.

10.3 STORMWATER SERVICING

The proposed stormwater management plan is in compliance with the goals specified in the
background documents, as well as local standards. Surface and rooftop storage is proposed to
meet the on-site storage requirements, while inlet control devices are proposed to limit inflow
from the site area into the minor system to the required target release rate. The proposed site will
be serviced through the future 825 mm diameter storm sewer on Street No.1 which will direct
storm runoff from the overall O'Keefe Commercial Bussiness Park to receive further quantity and
quality control.

10.4 GRADING

Grading for the site has been designed to provide an emergency overland flow route towards
Street No.1 as per the background documents. Erosion and sediment confrol measures will be
implemented during construction to reduce the impact on future infrastructure and the
receiving watercourses.

10.5 UTILITIES

As part of works related to the O’Keefe Commercial Business Park, it is anficipated that sufficient
Hydro Oftawa, communications and gas will be available for the proposed development.
Exact size, location and routing of utilities will be finalized after design circulation.

(,_,» Stantec
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SITE SERVICING AND STORMWATER MANAGEMENT BRIEF - HAMPTON INN AND SUITES, 4401
FALLOWFIELD ROAD, OTTAWA, ON

Conclusions
February 9, 2018

10.6 APPROVAL / PERMITS

Ministry of the Environment and Climate Change (MOECC) Environmental Compliance
Approvals (ECA) are not expected to be required for the subject site as the site is private and will
remain under singular ownership. A Permit to Take Water may be required for pumping
requirements for construction. No other approval requirements from other regulatory agencies
are anficipated.

(J} Stantec
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SITE SERVICING AND STORMWATER MANAGEMENT BRIEF - HAMPTON INN AND SUITES, 4401
FALLOWFIELD ROAD, OTTAWA, ON

Appendix A Hydraulic Analysis
February 9, 2018
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SITE SERVICING AND STORMWATER MANAGEMENT BRIEF - HAMPTON INN AND SUITES, 4401
FALLOWFIELD ROAD, OTTAWA, ON

Appendix B Proposed Site Plan
February 9, 2018
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Appendix C Sanitary Sewer Calculations
February 9, 2018
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Appendix D Stormwater Management Calculations
February 9, 2018

(.A Stantec

D.1





















SITE SERVICING AND STORMWATER MANAGEMENT BRIEF - HAMPTON INN AND SUITES, 4401
FALLOWFIELD ROAD, OTTAWA, ON

Appendix E Background Report Excerpts
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Description of approach to erosion and sediment control during

professional Engineer registered in Ontario

construction for the protection of receiving watercourse or drainage Y 5.0
corridors.

Identification of floodplains — proponent to obtain relevant floodplain

information from the appropriate Conservation Authority. The

proponent may be required to delineate floodplain elevations to the N/A
satisfaction of the Conservation Authority if such information is not

available or if information does not match current conditions.

Identification of fill constraints related to floodplain and geotechnical N/A
investigation.

4.5 Approval and Permit Requirements A:'Y%?;T)d Section Comments
Conservation Authority as the designated approval agency for

modification of floodplain, potential impact on fish habitat, proposed

works in or adjacent to a watercourse, cut/fill permits and Approval

under Lakes and Rivers Improvement Act. The Conservation

Authority is not the approval authority for the Lakes and Rivers N/A
Improvement Act. Where there are Conservation Authority

regulations in place, approval under the Lakes and Rivers

Improvement Act is not required, except in cases of dams as defined

in the Act.

Application for Certificate of Approval (CofA) under the Ontario

Water Resources Act. N/A

Changes to Municipal Drains. N/A

Other permits (National Capital Commission, Parks Canada, Public

Works and Government Services Canada, Ministry of Transportation N/A

etc.)

4.6 Conclusion A&jm;;e)d Section Comments
Clearly stated conclusions and recommendations Y 10.0
Comments received from review agencies including the City of

Ottawa and information on how the comments were addressed. Final N

sign-off from the responsible reviewing agency.

All draft and final reports shall be signed and stamped by a v

2/8/2018
Stantec Consulting Ltd.

W:\active\160401378_4401 Fallowfield Road\design\report\servicing\App F - Checklist\Servicing Study Checklist.xls
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