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LEACHATE TREATMENT
NUMBER OF EMPLOYEES PER SHIFT: 13

NUMBER OF 8 HOUR SHIFTS: 1.5
WATER DEMAND AND SANITARY SEWAGE

DESIGN FLOW: 2,438 L/DAY

PROPOSED
3,600 L SEPTIC TANK AND

259 L STORAGE TANK

MAINTENANCE GARAGE
NUMBER OF EMPLOYEES PER SHIFT: 7
NUMBER OF 8 HOUR SHIFTS: 2.5
WATER DEMAND AND SANITARY SEWAGE
DESIGN FLOW: 2,188 L/DAY

MRF BUILDING
NUMBER OF EMPLOYEES PER SHIFT: 45
NUMBER OF 8 HOUR SHIFTS: 2
NUMBER OF ADMINISTRATION STAFF: 3
WATER DEMAND AND SANITARY SEWAGE
DESIGN FLOW: 11,700 L/DAY

PROPOSED
11,583 L SEPTIC TANK

PROPOSED
18,365 L STORAGE TANK

PROPOSED
7,871 L SEPTIC TANK

C&D BUILDING
NUMBER OF EMPLOYEES PER SHIFT: 30
NUMBER OF 8 HOUR SHIFTS: 2
NUMBER OF ADMINISTRATION STAFF: 3
WATER DEMAND AND SANITARY SEWAGE
DESIGN FLOW: 7,950 L/DAY

ADMINISTRATION BUILDING
NUMBER OF 8 HOUR SHIFTS: 1

NUMBER OF ADMINISTRATION STAFF: 6
WATER DEMAND AND SANITARY SEWAGE

DESIGN FLOW: 1,950 L/DAY

PROPOSED
3,600 L SEPTIC TANK

MAXIMUM DAILY FLOW 28,052 L/DAY
PROPOSED 40,000 L POTABLE WATER
CISTERN

SCALEHOUSE
NUMBER OF 8 HOUR SHIFTS: 1.5

NUMBER OF ADMINISTRATION STAFF: 1
WATER DEMAND AND SANITARY SEWAGE

DESIGN FLOW: 113 L/DAY

PROPOSED
4,505 L STORAGE TANK

NUMBER OF ADMINISTRATION STAFF: 1
WATER DEMAND AND SANITARY SEWAGE

50 mmØ WATER SERVICE
FROM WATER METER
CHAMBER TO POTABLE

50 mmØ DOMESTIC
WATER SERVICE

19 mmØ DOMESTIC
WATER SERVICE

19 mmØ DOMESTIC
WATER SERVICE

50 mmØ DOMESTIC
WATER SERVICE

50 mmØ DOMESTIC
WATER SERVICE

50 mmØ DOMESTIC
WATER SERVICE

50 mmØ DOMESTIC
WATER SERVICE

50 mmØ DOMESTIC
WATER SERVICE

50 mmØ DOMESTIC
WATER SERVICE

19 mmØ DOMESTIC
WATER SERVICE

INTAKE INV.
ELEV. 74.15 m

EMERGENCY FIREPOND
DRY HYDRANT AS PER CITY

OF OTTAWA W53

PROPOSED
27,027 L  STORAGE TANK

PROPOSED
3,600 L SEPTIC TANK AND
5,054 L STORAGE TANK

PROPOSED
PROPANE TANK
500 gallon

PROPOSED
PROPANE TANK

500 gallon

PROPOSED
PROPANE TANK
1000 gallonPROPOSED

PROPANE TANK
- 1000 gallon

SCALEHOUSE
NUMBER OF 8 HOUR SHIFTS: 1.5

NUMBER OF ADMINISTRATION STAFF: 1
WATER DEMAND AND SANITARY SEWAGE

DESIGN FLOW: 113 L/DAY

PROPOSED
3,600 L SEPTIC TANK AND
259 L STORAGE TANK
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INSULATE AS PER
CITY OF OTTAWA W21

INSULATE AS PER
CITY OF OTTAWA W21

PROPOSED REMOTE FIRE HYDRANT
AS PER CITY OF OTTAWA W54

PROPOSED
3,600 L SEPTIC TANK AND
3,465 L STORAGE TANKORGANIC PRE-PROCESSING AND

SOIL PROCESSING FACILITIES
NUMBER OF EMPLOYEES PER SHIFT: 8

NUMBER OF 8 HOUR SHIFTS: 1.5
WATER DEMAND AND SANITARY SEWAGE

DESIGN FLOW: 1,500 L/DAY

PROPOSED
3,600 L SEPTIC TANK AND

5,635 L STORAGE TANK

PUMP HOUSE WITH 1800 mm
WET WELL FIRE PUMP.

W W W

F F F

LIMIT OF 25mm CLEAR STONE TRENCH
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EXISTING CONTOUR (0.25 m INTERVAL)

LEGEND

PROPERTY BOUNDARY

RIP-RAP 200 mmØ, 300 M THICK (NOMINAL)
AS PER OPSD 810.010 TYPE 'B

DITCH

TERRACING (SLOPE AS INDICATED)

600 mmØ CULVERT OR AS NOTED

EXISTING CULVERT AS NOTED

CATCH BASIN (OPSD 705.010 C/W 600 mm SUMP)

MAINTENANCE HOLE (OPSD 707.020)

PROPOSED WATERMAIN

PROPOSED WATERMAIN VALVE

STORM SEWER LOCATION

PROPOSED FIRE PROTECTION

PROPOSED FIRE HYDRANT

PROPOSED DRY HYDRANT

PROPOSED SIAMESE CONNECTION

AutoCAD SHX Text
POST & WIRE FENCE

AutoCAD SHX Text
POST & WIRE FENCE

AutoCAD SHX Text
POST & WIRE FENCE

AutoCAD SHX Text
FENCE  ±0.6 SOUTH±0.2 WEST

AutoCAD SHX Text
FENCE 1.55 SOUTH 0.19 WEST

AutoCAD SHX Text
FENCE ±2.4 EAST

AutoCAD SHX Text
FENCE 0.39 EAST

AutoCAD SHX Text
FENCE 0.82 EAST

AutoCAD SHX Text
FENCE 1.33 EAST

AutoCAD SHX Text
ANCHOR 1.06 WEST


