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BALCONY DECK

CARPETING

6mm FOAM IMPACT ISOLATION BARRIER

100mm CONCRETE SLAB ON GRADE PROVIDE 20mm SAW

CUTS

@ MAX SPACING OF 5000mm WITHIN 24HRS AFTER POUR

152mmX152mm MW 18.7mm x18.7mm AT MID WIDTH OF SLAB

13mm ASPHALT IMPREGNATED FIBERBOARD OR 2 LAYERS OF

6MIL POLY BETWEEN SLAB AND FOUNDATION WALLS 10 mil

POLY VAPOUR BARRIER

50mm R10 RIGID INSULATION

150mm COMPACTED GRANULAR 'A' TO 95%

CONCRETE SLAB

1 HOUR F.R.R. 2006 OBC SB-2 CALCULATIONS; STC 63

UNDERSIDE OF STAIR CONSTRUCTION

1 HOUR F.R.R.
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WALL TYPE - W1
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EXTERIOR BRICK WALL.

1 HOUR F.R.R. AS PER OBC SB-3 EW1a

R=22

PARTITION TYPE - P4

16mm TYPE 'X' GYPSUM BOARD c/w

PRIME & PAINT FINISH.

89 WOOD STUDS @ 400 mm O.C.

16mm TYPE 'X' GYPSUM BOARD c/w

PRIME & PAINT FINISH.

USE WATER RESISTANT GYPSUM

BOARD IN WET AREAS.

TYPICAL INTERIOR PARTITION,

1HR. F.R.R.; STC 32 AS PER SB-3 W1d

TYPICAL FOUNDATION WALL

(BACKFILLED)

WALL TYPE - W5

DAMPROOFING (TYPE II) EXTENDING

DOWN AND OVER FOOTINGS

CONCRETE FOUNDATION WALL

DAMPROOFING (TYPE II) EXTENDING

DOWN AND OVER FOOTINGS

ROOF TYPE - R2

R
O

O
F

I
N

G
 
T

Y
P

E
S

FLAT ROOF.

1 HOUR FRR PER OBC SB-2 2.3.12.

PARTITION TYPE - P3

16mm TYPE 'X' GYPSUM BOARD c/w

PRIME & PAINT FINISH.

140  WOOD STUDS @ 400 mm O.C.

16mm TYPE 'X' GYPSUM BOARD c/w

PRIME & PAINT FINISH.

USE WATER RESISTANT GYPSUM

BOARD IN WET AREAS.

TYPICAL INTERIOR PLUMBING WALL,

1HR F.R.R.; STC 32 AS PER SB-3 W1d

PARTITION TYPE - P5

16 mm TYPE X GYPSUM BOARD TAPE&

MUD ALL JOINTS

WOOD TRUSS

16 mm TYPE X GYPSUM BOARD

TAPE&MUD ALL JOINTS

WOOD TRUSS

16 mm TYPE X GYPSUM BOARD TAPE&

MUD ALL JOINTS

ATTIC PARTITION 1HR FRR AS PER SB-2

BEIGE BRICK: FORTERRA, MAX SIZE,

RUTHERFORD; REFER TO ELEVATIONS

(H-79mm x D-90mm x L-257mm )

c/w ADJUSTABLE UNIT TIES @ 400mm O.C. HOR.

& 600mm O.C. VERT.

& WEEPHOLES @ 600mm O.C @ BOTTOM.

BLUESKIN THROUGH WALL FLASHING

MIN.150mm HIGH

25mm AIR SPACE.

TYVEK AIR/WEATHER BARRIER - ALL JOINTS

SEALED.

10mm OSB  SHEATHING

140mm WOOD STUDS @400mm O.C.

140 mm R24 BATT INSULATION.

6 mil POLY VAPOUR BARRIER.

16mm TYPE 'X' GYPSUM BOARD, PRIME & PAINT

FINISH.

TYPICAL 15mm OVERHANG FROM EXTERIOR

FACE OF CONCRETE FOUNDATION WALLS.

FLOOR TYPE - F2

FLOOR FINISH AS NOTED ON PLAN

6mm FOAM IMPACT ISOLATION BARRIER

13mm PLYWOOD

16mm OSB SHEATHING (GLUED AND SCREWED)

406mm PRE ENGINEERED FLOOR JOISTS @ 400 O.C.

6 mil POLY VAPOUR BARRIER

200mm BATT INSULATION WITHIN JOIST SPACES

13mm RESILIENT CHANNEL @ 600 O.C.

2-13mm 'X' TYPE GYPSUM BOARD

DROPPED 38x89mm FRAMING @ 400mm O.C.;

200mm BATT INSULATION

13mm DENSGLASS GOLD EXT. SHEATHING

TYVEK

19mm PT STRAPPING

PREFINISHED ALUMINUM NON VENTED SOFFIT

WARM FLOOR ABOVE FRONT ENTRY

1 HR F.R.R. AS PER SB2 STC 58+; R48

WALL TYPE - W3

TYPICAL FLOOR CONSTRUCTION

1 HR. F.R.R.; STC 58; AS PER SB-3 F11h

FLOOR TYPE - F1

FLOOR FINISH AS NOTED ON FLOOR PLANS

6mm FOAM IMPACT ISOLATION BARRIER

13mm PLYWOOD

16mm OSB SHEATHING (GLUED AND SCREWED)

406mm PRE ENGINEERED FLOOR JOISTS @ 400 O.C.

200mm BATT INSULATION WITHIN JOIST SPACES

13mm RESILIENT CHANNEL @ 600 O.C.

2 - 13mm TYPE 'X' GYPSUM BOARD c/w PRIME & PAINT FINISH

PARTY WALL / STAIR WALL

1.5 HOUR F.R.R.; STC 58 AS PER SB-3 W6b

2-16mm TYPE 'X'  GYPSUM BOARD

c/w PRIME & PAINT FINISH.

12mm RESILIENT CHANNELS @ 600 o/c.

140mm WOOD STUDS @ 400 o/c

140mm  BATT INSULATION.

2-16mm TYPE 'X'  GYPSUM BOARD

c/w PRIME & PAINT FINISH.

PARTITION TYPE - P2

NOTES:

WHERE ELECTRICAL OUTLETS ARE

REQUIRED ON THE UNIT SIDE ADD

38mm STUDS @ 400mmO/C

13mm GYPSUM BOARD

S
T

A
I
R

 
S

I
D

E

WHERE 13mm PLYWOOD IS REQUIRED

FOR SHEAR BOTH LAYERS OF 16mm

TYPE 'X' DRYWALL ARE STILL

REQUIRED. PLYWOOD TO BE

INSTALLED IN LIEU OF RESILIENT ;SEE

STRUCTURAL PLANS FOR REQUIRED

LOCATIONS.

10

195

1629 140

HARDIE BOARD PANEL SIDING

1 HOUR F.R.R. AS PER OBC SB-3 EW1a R=22

HARDIE BOARD PANEL SIDING

 (REFER TO ELEVATIONS FOR COLOUR / PATTERN)

19mm WOOD STRAPPING

TYVEK AIR/WEATHER BARRIER - SHINGLED AND ALL

JOINTS SEALED.

BLUESKIN THROUGH WALL FLASHING MIN.150mm HIGH

AT BASE OF ASSEMBLY

10mm OSB  SHEATHING

140mm WOOD STUDS @400mm O.C.

140 mm R24  BATT INSULATION.

6 mil POLY VAPOUR BARRIER.

16mm TYPE 'X' GYPSUM BOARD, PRIME & PAINT FINISH.

WALL TYPE - W4

10

195

1629 140

FLOOR TYPE - F4
FLOOR TYPE - F6

FLOOR TYPE - F3

218

64

13

ALL CUT JH EDGES TO BE PAINTED PRIOR TO USE.

FOLLOW MANUFACTURER INSTALLATION DETAILS.

IKO 25 YEAR ASPHALT ROOFING SHINGLES, COLOUR

DRIFTWOOD

CONT'S ICE & WATER SHIELD EAVE PROTECTION IN 6'

FROM LINE OF EXTERIOR WALL AND AT ALL VALLEYS

#15 CONT'S BUILDING PAPER

16mm EXTERIOR PLYWOOD C/W CH CLIPS BETWEEN

JOINTS

PRE ENGINEERED  ROOF  TRUSS

(OUTSIDE)

PT BLOCKING

PREFINISHED ALUMINUM VENTED SOFFIT

OR

(INTERIOR HEATED SPACES)

R60 BATT FIBERGLASS INSULATION

6 mil POLY VAPOUR BARRIER.

13mm RESILIENT CHANNEL @ 600 O.C.

16mm GYPSUM BOARD c/w PRIME & PAINT FINISH.

ROOF TYPE - R1

SHINGLED ROOF. R=60

1 HOUR FRR PER OBC SB-2 2.3.12.

2-PLY MODIFIED BITUMEN ROOFING SYSTEM.

16mm EXTERIOR PLYWOOD C/W CH CLIPS BETWEEN

JOINTS

38x89 P.T. SLEEPERS @ 16" O.C. SLOPED TO SCUPPER

(MIN 2%)

38mmX385mm WOOD FRAMING

TYVEK

PT WOOD STRAPPING @ 600 O.C.

PREFINISHED ALUMINUM VENTED SOFFIT

EXTERIOR STRUCTURAL ENTRY SLAB

FLOOR TYPE - F5

RESOFLEX TRAWELED ON WATERPROOFING COATING

(CARRY UP CONCRETE UPSTANDS)

PRIMER (DUOCEL 4 OR DUOCHEM 6030)

150 mm  CONCRETE SLAB C/W BROOMED FINISH AND

SLOPED AWAY FROM BUILDING

150mm COMPACTED GRANULAR 'A' TO 95%

DURADEK MEMBRANE

3/4" SANDED GOOD ONE SIDE PLYWOOD

SLOPE AWAY FROM BUILDING AND PIERS

2X10 P.T. JOISTS @ 400mm O/C

PRE-FINISHED ALUMINUM SOFFIT (CHARCOAL)

VINYL SIDING

1 HOUR F.R.R. AS PER OBC SB-3 EW1a R=22

VINYL SIDING; COLOUR STORM

(REFER TO ELEVATIONS FOR COLOR / PATTERN)

19mm WOOD STRAPPING

TYVEK AIR/WEATHER BARRIER - SHINGLED AND ALL

JOINTS SEALED.

BLUESKIN THROUGH WALL FLASHING MIN.150mm

HIGH AT BASE OF ASSEMBLY

10mm OSB  SHEATHING

140mm WOOD STUDS @400mm O.C.

140 mm R24  BATT INSULATION.

6 mil POLY VAPOUR BARRIER.

16mm TYPE 'X' GYPSUM BOARD, PRIME & PAINT

FINISH.

CONSTRUCT ALL ASSEMBLIES IN ACCORDANCE WITH THE REQUIREMENTS OF THE LABELING AGENCY, i.e. WH, UL, ULC etc.

WOOD STRINGER

38X89mm STUDS FILL ENTIRE CAVITY WITH BATT INSULATION.

13mm RESILIENT CHANNEL @ 600 O.C.

2-16mm TYPE 'X'  GYPSUM BOARD c/w PRIME & PAINT FINISH.

UNDERSIDE OF STAIR

CONSTRUCTION BTW UNITS

1 HOUR F.R.R. STC 50+

VARIES 140

TYPICAL FOUNDATION WALL

(BACKFILLED)   R20

WALL TYPE - W2

PARGING ABOVE GRADE EXTEND

150mm BELOW GRADE ONLY

DIMPLE DRAINAGE BOARD CCMC

APPROVED

DAMPROOFING (TYPE II) EXTENDING

DOWN AND OVER FOOTINGS

CONCRETE FOUNDATION WALL

140mm R20 CONTINUOUS BATT

INSULATION BLANKET INSTALLATION.

64mm WOOD STUDS @ 400mm O.C.

6 mil POLY VAPOUR BARRIER.

13mm TYPE 'X' GYPSUM BOARD, PRIME

& PAINT FINISH.

CONSTRUCTION ASSEMBLIES

89

260

203

89

2-13mm TYPE 'X'  GYPSUM BOARD c/w

PRIME & PAINT FINISH.

89mm WOOD STUDS @ 400 o/c, 89 PLATE

89mm  SOUND BATT INSULATION

25mm SPACE

89mm WOOD STUDS @ 400 o/c, 89 PLATE

89mm  SOUND BATT INSULATION.

2-13mm TYPE 'X'  GYPSUM BOARD c/w

PRIME & PAINT FINISH.

PARTITION TYPE - P1

DOUBLE STUD PARTY WALL:

LOADBEARING

45MIN F.R.R.; STC 65 AS PER SB-3: W15b

USE WATER RESISTANT GYPSUM BOARD IN

WET AREAS.

1
2
5

1 HOUR F.R.R. (ULC W452) SYSTEM B

USED IN HORIZONTAL APPLICATION UNDER:

OBMEC AUTHORTIY #89-1-118

FLOOR TYPE - F7

25mm TYPE 'X'  GYPSUM SHAFTLINER PANEL.

100mm C-T STEEL STUDS.

2-13mm TYPE 'X'  GYPSUM BOARD c/w PRIME &

PAINT FINISH.

USE 75mm MINERAL FIBER INSULATION WHEN

ASSEMBLY SEPARATES STAIR WELL AND UNITS.

PLOT DATE: Tuesday, May 15, 2018 PLOT SCALE: 1:1 PEN STYLE: 0-RLA-MASTER-100%.ctb M:\2014\114013\CAD\Design\External Drawings\Architect\20180305-Elevations\1721 Block A Zen Working Drawings.dwgPLOT DATE: Tuesday, May 15, 2018 PLOT SCALE: 1:1 PEN STYLE: 0-RLA-MASTER-100%.ctb M:\2014\114013\CAD\Design\External Drawings\Architect\20180305-Elevations\1721 Block A Zen Working Drawings.dwg
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LOWER LEVEL  PLAN

SHEET No.

PROJECT No.

SCALE:

GENERAL NOTES:

NOTATION SYMBOLS:

INDICATES DRAWING NOTES, LISTED ON EACH

SHEET.

INDICATES ASSEMBLIE TYPE; REFER TO TYPICAL

ASSEMBLIES SCHEDUAL.

INDICATES WINDOW TYPE; REFER TO WINDOW

ELEVATIONS AND DETAILS ON A900 SERIES.

INDICATES DOOR TYPE; REFER TO DOOR

SCHEDULE AND DETAILS ON A900 SERIES.

DETAIL NUMBER

DETAIL REFERENCE PAGE

00

00

00

000

TITLE00

A000

SCALE

DRAWN: CHECKED:

SHEET TITLE:

IT IS THE RESPONSIBILITY OF THE APPROPRIATE

CONTRACTOR TO CHECK AND VERIFY ALL DIMENSIONS

ON SITE AND TO REPORT ALL ERRORS AND/OR

OMISSIONS TO THE ARCHITECT.

ALL CONTRACTORS MUST COMPLY WITH ALL

PERTINENT CODES AND BY-LAWS.

THIS DRAWING MAY NOT BE USED FOR CONSTRUCTION

UNTIL SIGNED BY THE ARCHITECT.

DO NOT SCALE DRAWINGS.

9. ALL INTERIOR PARTION WALLS TO BE WALL

TYPE P4 UNLESS OTHERWISE NOTED

1. ALL ENTRY CLOSETS TO RECIEVE 1 ROD

AND SHELF. ALL BEDROOM CLOSETS TO

RECIEVE 2 RODS AND 1 SHELF. ALL LINENS

TO RECIEVE 5 SHELVES.

2. STRUCTURE LOCATED IN FLOOR ASSEMBLY

MAY VARY DUE TO FINAL TRUSS LAYOUT.

FINAL LOCATION TO BE CONFIRMED ON

FLOOR LAYOUT SHOP DWG'S.TRUSS

MANUFACTURERS TO INCLUDE REQUIRED

TRUSS DETAILS IN SHOP DWG'S

5. BRICK TO OVER HANG FOUNDATION WALL 15mm.

6. THROUGH WALL FLASHINGS TO RUN

UNDER "TYVEK", JOINT TO BE TAPED.

7. ALL EXPOSED STEEL TO BE TREATED

WITH CORROSION RESISTANT PAINT

COMPATIBLE PRIMER AND FINISH COAT

14. ALL CLOTHES WASHING MACHINES TO BE

C/W GALVANIZED METAL PAN AND DRAIN.

WASHERS LOCATED AT BASEMENT LEVEL TO

BE LOCATED ABOVE A FLOOR DRAIN.

10. ALL INTERIOR DIMENSIONS TAKEN FROM

FACE OF FINISH GYPSUM BOARD

12. ALL GUARDS AND HANDRAILS TO BE

INSTALLED IN ACCORDANCE WITH O.B.C. 9.8.7

AND 9.8.8.MANUFACTURER TO PROVIDE SHOP

DWG'S C/W CONNECTION DETAILS TO

ARCHITECT FOR REVIEW PRIOR TO
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NOTE:
THE POSITION OF ALL POLE LINES, CONDUITS,
WATERMAINS, SEWERS AND OTHER
UNDERGROUND AND OVERGROUND UTILITIES AND
STRUCTURES IS NOT NECESSARILY SHOWN ON
THE CONTRACT DRAWINGS, AND WHERE SHOWN,
THE ACCURACY OF THE POSITION OF SUCH
UTILITIES AND STRUCTURES IS NOT GUARANTEED.
BEFORE STARTING WORK, DETERMINE THE EXACT
LOCATION OF ALL SUCH UTILITIES AND
STRUCTURES AND ASSUME ALL LIABILITY FOR
DAMAGE TO THEM.
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CB 100 PROPOSED ROAD CATCHBASIN WITH
3.0m SUBDRAIN IN TWO DIRECTIONS
(PARALLEL WITH CURB FACE)

PROPOSED CATCHBASIN MANHOLECBMH 101

PROPOSED LIMITS OF 300mm AMENDED TOPSOIL
(OR APPROVED EQUIVALENT)
SEE AMENDED TOPSOIL TABLE

AMENDED TOPSOIL TABLE

COMPONENT

SAND (2.0 TO 0.050mm DIA.)

PERCENT BY WEIGHT

85 TO 88%

FINES (< 0.050mm DIA.) 8 TO 12%

ORGANIC MATTER 3 TO 5%


