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NEW TELECOM

DEMARCATION BOX

SEE ELEC.
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SEE EXTERIOR
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SEE EXTERIOR
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SIGNAGE

SEE EXTERIOR
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SIGNAGE

SEE EXTERIOR
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DETECTABLE

WARNING

STRIP

FLAG POLE

FP

CONCRETE

PAVING

PROPERTY

LINE

TINTED

CONCRETE PAVING

LAWN - SOD

SEEDED MEADOW

NATIVE MIX

BIKE RINGS

BOLLARD

LIGHT

SEE ELEC.

ELECTRICAL

OUTLET

SEE ELEC.

UPLIGHT

SEE ELEC.

UL
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BL

LC

LIGHT

COLUMN

SEE ELEC.

WALL LIGHT

SEE ELEC.

LEGEND

PLANTER

CURB - 100HT X

200W TYP.

BENCH

TYPE ONE

SEAT WALL

BENCH

TYPE TWO

WASTE  &

RECYCLING

STATION

L100A

CATCH BASIN

SEE CIVIL.

L101

WEST ENTRANCE
LAYOUT PLAN & DETAILS

TENDER

1:200

WEST ENTRANCE LAYOUT PLAN
PLAN SCALE 1:200

TYPICAL CONCRETE PAVING ON GRADE
SECTION SCALE 1:10

TYPICAL CONCRETE PLANTER CURB ON GRADE
SECTION SCALE 1:10

DETECTABLE WARNING STRIP
SECTION SCALE 1:10

DETECTABLE
WARNING PLATE

GRANULAR 'A'

SUBGRADE

FINISHED GRADE
CONCRETE PAVING
ENSURE FLUSH TRANSITION
BETWEEN CONCRETE PAVING
& DETECTABLE WARNING PLATE

SUBGRADE

PLANTING AREA

GRANULAR 'A'

EXPANSION JOINT

FINISHED GRADE
CONCRETE PAVING

REINFORCING
2-15M CONT.

12mm CHAMFER

C.I.P. CONCRETE CURB

200

1. FOR CURBS OVER 200 HT, EXTEND CONCRETE
   375mm BELOW FINISHED GRADE.
2. FOR CONCRETE SPECIFICATION REFER TO CIVIL.
3. ALL EXTERIOR REINFORCED CONCRETE IS TO BE
    CLASS C1 35 mPa.
4. ALL EXTERIOR UNREINFORCED CONCRETE IS TO BE
    CLASS C2 32 mPa.
5. CURB FINISH TO BE ARCHITECTURAL CONCRETE.

10M SPACER BARS AT 500

NOTES:

MONTFORT HOSPITAL

ORLEANS HEALTH HUB
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TYPICAL CONCRETE PLANTER RETAINING WALL
SECTION SCALE 1:10

200

PLANTING AREA

GRANULAR 'A'

5mm CHAMFER

EXPANSION JOINT

FINISHED GRADE
RAMP-CONCRETE PAVING

POURED IN PLACE CONCRETE.
CLASS "C1", f'c=35Mpa.

100mm DIA PERFORATED PVC
DRAINAGE PIPE C/W FILTER CLOTH,
SLOPED AT MIN. 1% TO
CONNECT TO NEAREST CB OR AD

SUBGRADE

FILTER - CLOTH

100

300

POURED IN PLACE CONCRETE FOOTING

250

1200
2-15B CONT

15M @ 300 HEF

15M @ 300

20M @ 400

50 COVER TYP

2-10M CONT

DOWEL TO MATCH VERT
WITH TSB LAP.

15m @ 300 TEW
75 COVER MIN.

50 COVER MIN.

1650

RAMP BEYOND

RETAINING WALL BEYOND

SAW CUT
CONTROL JOINT

EXPANSION JOINT

CONCRETE PAVING

GRANULAR 'A'

SUBGRADE

NOTES:
1. SAW CUT CONTROL JOINTS AT TYP. SPACING 1500mm MAX.
2. EXPANSION JOINTS AT TYP. SPACING 4500mm MAX.


