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SPATIAL SEPARATION CALCULATION

MAX. AREA OF EXPOSING BLDNG FACE NORTH (N2 (Group C & E)) : 3994 SQ.FT
LIMITING DISTANCE : 1'-11 1/2" (0.6m)
AREA OF ALLOWABLE U.P.O : 0 SQ.FT
AREA OF PROPOSED U.P.O : 0 SQ.FT
% ALLOWABLE U.P.O : 0%
% PROPOSED U.P.O : 0%
REQUIRED CONSTRUCTION
(FRR:CONSTRUCTION:CLADDING):
-1HR:NONCOMBUSTIBLE:NONCOMBUSTIBLE-

N2

N1

SPATIAL SEPARATION CALCULATION

MAX. AREA OF EXPOSING BLDNG FACE NORTH (N1 (Group C)) : 172 SQ.FT
LIMITING DISTANCE : 6'-4" (1.93m)
AREA OF ALLOWABLE U.P.O : 34.4 SQ.FT
AREA OF PROPOSED U.P.O : 31.6 SQ.FT
% ALLOWABLE U.P.O : 20%
% PROPOSED U.P.O : 18.4%
REQUIRED CONSTRUCTION
(FRR:CONSTRUCTION:CLADDING):
-1HR:COMBUSTIBLE:NONCOMBUSTIBLE-

2'-6" x 6'-11"
AW. & FIX.

U.P.O. AREA
17.3 sq.ft

2'-6" x 8'-1"
AW. & FIX.

U.P.O. AREA
20.2 sq.ft
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GROUND FLOOR
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SPATIAL SEPARATION CALCULATION

MAX. AREA OF EXPOSING BLDNG FACE EAST (Group C) : 1578 SQ.FT
LIMITING DISTANCE : 37'-8 3/4" (11.5m)
AREA OF ALLOWABLE U.P.O : 1294 SQ.FT
AREA OF PROPOSED U.P.O : 545 SQ.FT
% ALLOWABLE U.P.O : 82%
% PROPOSED U.P.O : 34.5%
REQUIRED CONSTRUCTION
(FRR:CONSTRUCTION:CLADDING):
-45min:COMBUSTIBLE:COMBUSTIBLE-

7'-0" x 8'-1"
AW. & FIX.

U.P.O. AREA
56.6 sq.ft

7'-0" x 6'-11"
AW. & FIX.

U.P.O. AREA
48.4 sq.ft

10'-0" x 7'-7"
AW. & FIX.

U.P.O. AREA
75 sq.ft

10'-0" x 7'-7"
 FIX. & SW. DOOR

U.P.O. AREA
75 sq.ft

10'-0" x 11'-2"
FIX.

U.P.O. AREA
112 sq.ft

36"x84"  s.w.
LOCK SET

U.P.O. AREA
21 sq.ft

W201

2'-0" x 6'-11"
AW. & FIX.

U.P.O. AREA
13.8 sq.ft

W301

2'-0" x 8'-1"
AW. & FIX.

U.P.O. AREA
16.2 sq.ft

W501 W502 W503

10'-0" x 7'-7"
AW. & FIX.

U.P.O. AREA
75 sq.ft

2'-6" x 7'-7"
AW. & FIX.

U.P.O. AREA
19.4 sq.ft

1'-6" x 7'-7"
FIX.

U.P.O. AREA
11 sq.ft

W101

W202

W302

W601 W602 W603

W401 W402 W403

2'-6" x 7'-7"
AW. & FIX.

U.P.O. AREA
19.4 sq.ft

1'-6" x 7'-7"
FIX.

U.P.O. AREA
11 sq.ft

2'-6" x 7'-7"
AW. & FIX.

U.P.O. AREA
19.4 sq.ft

1'-6" x 7'-7"
FIX.

U.P.O. AREA
11 sq.ft

W102

3'-8" x 4'-2"
FIX.

U.P.O. AREA
14.7 sq.ft

D105D106

36"x102"  s.w.
LOCK SET

U.P.O. AREA
36 sq.ft

W100

4'-6" x 4'-0"
FIX.

U.P.O. AREA
18 sq.ft

SPATIAL SEPARATION CALCULATION

MAX. AREA OF EXPOSING BLDNG FACE EAST (Group E) : 210 SQ.FT
LIMITING DISTANCE : 37'-8 3/4" (11.5m)
AREA OF ALLOWABLE U.P.O : 210 SQ.FT
AREA OF PROPOSED U.P.O : 120 SQ.FT
% ALLOWABLE U.P.O : 100%
% PROPOSED U.P.O : 57.14%
REQUIRED CONSTRUCTION
(FRR:CONSTRUCTION:CLADDING):
-45min:COMBUSTIBLE:COMBUSTIBLE-
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2' - 6 1/2"

SPATIAL SEPARATION CALCULATION

MAX. AREA OF EXPOSING BLDNG FACE WEST (Group C) : 1741 SQ.FT
LIMITING DISTANCE : 24'-9" (7.54m)
AREA OF ALLOWABLE U.P.O : 1149 SQ.FT
AREA OF PROPOSED U.P.O : 600.3 SQ.FT
% ALLOWABLE U.P.O : 66%
% PROPOSED U.P.O : 34.48%
REQUIRED CONSTRUCTION
(FRR:CONSTRUCTION:CLADDING):
-45min:COMBUSTIBLE:COMBUSTIBLE-

W604

6'-0" x 6'-3"
AW. & FIX.

U.P.O. AREA
37 sq.ft

5'-0" x 6'-3"
AW. & FIX.

U.P.O. AREA
31 sq.ft

W103 W104

6'-0" x 6'-3"
AW. & FIX.

U.P.O. AREA
37 sq.ft

5'-0" x 6'-3"
AW. & FIX.

U.P.O. AREA
31 sq.ft

6'-0" x 6'-3"
AW. & FIX.

U.P.O. AREA
37 sq.ft

5'-0" x 6'-3"
AW. & FIX.

U.P.O. AREA
31 sq.ft

6'-0" x 6'-3"
AW. & FIX.

U.P.O. AREA
37 sq.ft

5'-0" x 6'-3"
AW. & FIX.

U.P.O. AREA
31 sq.ft

W205W204

W304 W305

W405W404

W01

W02W03

6'-0" x 6'-3"
AW. & FIX.

U.P.O. AREA
37 sq.ft

5'-0" x 6'-3"
AW. & FIX.

U.P.O. AREA
31 sq.ft

5'-0" x 6'-3"
AW. & FIX.

U.P.O. AREA
31 sq.ft

D01g

6'-0" x 6'-8"
SLIDING

U.P.O. AREA
40 sq.ft

W504

9'-0" x 8'-2"
FIX. & PATIO DOOR

U.P.O. AREA
74 sq.ft

W505

5'-0" x 8'-2"
FIX. & PATIO DOOR

U.P.O. AREA
41 sq.ft

W6052'-0" x 6'-2"
FIX.

U.P.O. AREA
12.3 sq.ft

12'-0" x 8'-2"
FIX. & PATIO DOOR

U.P.O. AREA
98 sq.ft
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SPATIAL SEPARATION CALCULATION

MAX. AREA OF EXPOSING BLDNG FACE SOUTH (Group C) : 4150 SQ.FT
LIMITING DISTANCE : 4'-0" (1.225m)
AREA OF ALLOWABLE U.P.O : 581 SQ.FT
AREA OF PROPOSED U.P.O : 540.6 SQ.FT
% ALLOWABLE U.P.O : 14%
% PROPOSED U.P.O : 13.03%
REQUIRED CONSTRUCTION
(FRR:CONSTRUCTION:CLADDING):
-1HR:COMBUSTIBLE:NONCOMBUSTIBLE-

4'-0" x 6'-3"
AW. & FIX.

U.P.O. AREA
25 sq.f

2'-6" x 6'-11"
AW. & FIX.

U.P.O. AREA
17.3 sq.f

W206 W207 W208 W209

W306 W307 W308 W309

2'-6" x 8'-1"
AW. & FIX.

U.P.O. AREA
20.2 sq.f

W408 W409

W507 W508 W509

W606 W607 W608

W105 W106
W107

W109

4'-0" x 8'-3"
FIX.

U.P.O. AREA
33 sq.f

4'-0" x 7'-7"
AW. & FIX.

U.P.O. AREA
30 sq.f

4'-0" x 7'-7"
AW. & FIX.

U.P.O. AREA
30 sq.f

2'-0" x 5'-3"
 AW. & FIX. (FROSTED GL.)

U.P.O. AREA
10 sq.f

4'-0" x 7'-7"
AW. & FIX.

U.P.O. AREA
30 sq.f

4'-0" x 7'-7"
AW. & FIX.

U.P.O. AREA
30 sq.f

W406

4'-0" x 7'-7"
AW. & FIX.

U.P.O. AREA
30 sq.f

4'-0" x 7'-7"
AW. & FIX.

U.P.O. AREA
30 sq.f

2'-0" x 5'-3"
 AW. & FIX. (FROSTED GL.)

U.P.O. AREA
10 sq.f

2'-0" x 5'-3"
 AW. & FIX. (FROSTED GL.)

U.P.O. AREA
10 sq.f

2'-0" x 5'-3"
 AW. & FIX. (FROSTED GL.)

U.P.O. AREA
10 sq.f

2'-0" x 5'-3"
 AW. & FIX. (FROSTED GL.)

U.P.O. AREA
10 sq.f

2'-0" x 5'-3"
AW. & FIX. (FROSTED GL.)

U.P.O. AREA
10 sq.f

2'-0" x 5'-3"
 AW. & FIX. (FROSTED GL.)

U.P.O. AREA
10 sq.f

2'-0" x 5'-3"
 AW. & FIX. (FROSTED GL.)

U.P.O. AREA
10 sq.f

2'-0" x 5'-3"
 AW. & FIX. (FROSTED GL.)

U.P.O. AREA
10 sq.f

2'-0" x 5'-3"
 AW. & FIX. (FROSTED GL.)

U.P.O. AREA
10 sq.f

2'-0" x 8'-3"
 FIX. U.P.O. AREA

16.5 sq.f

2'-0" x 5'-3"
 AW. & FIX. (FROSTED GL.)

U.P.O. AREA
10 sq.f

4'-0" x 7'-7"
AW. & FIX.

U.P.O. AREA
30 sq.f

W506

4'-0" x 7'-7"
AW. & FIX.

U.P.O. AREA
30 sq.f

4'-0" x 7'-7"
AW. & FIX.

U.P.O. AREA
30 sq.f

W407

W108

4'-0" x 8'-3"
FIX.

U.P.O. AREA
33 sq.f

W210

W310

GROUND FLOOR

72.246

AV. GRADE

70.90
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