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SITE BENCHMARK NO.2
TOP  OF SPINDLE
ELEV. = 99.39

SITE BENCHMARK NO.3
TOP  OF SPINDLE

ELEV. = 98.87

250mmØ WM

HYD
T/F=98.30

STORMTECH MC-3500
UNDERGROUND STORMWATER

STORAGE TANK. REFER TO
DETAILS BY OTHERS.

VOLUME = 348m³

104.2m-250mmØ SAN @ 0.3%

83.2m-250mmØ SAN @ 0.3%

16.6m-250mmØ SAN @

0.3%

74.0m-250mmØ SAN @
 0.3%

90.1m-250mmØ SAN @ 0.3%

15.5m-250mmØSAN @ 0.30%

EX SANMH
T/G=98.05

INV.SE=93.68
INV.N=93.79

29.5m-300mmØ SAN @
 0.3%

37.1m-250mmØ SAN @
 0.2%

EX SANMH
T/G=98.26

INV.S=93.58
INV.NW=93.61

107.1m-300mmØ SAN @ 0.3%

EX SANMH
T/G=98.45

INV.S=93.88
INV.N=93.91

57.2m-250mmØ SAN @ 0.2%

27.0m-1800mmØ STM @
 0.1%

EX STMMH
T/G=97.96
(3000Ø)
INV.SE=94.82

EX STMMH
T/G=98.17

(3000Ø)
INV.S=94.76

INV.NW=94.79

108.7m-1800mmØ STM @ 0.1%

EXCB2-5
T/G=98.15

EXCB2-6
T/G=98.15

EXCB2-3
T/G=98.18

EXCB2-4
T/G=98.18
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STORMTECH MC-3500
UNDERGROUND STORMWATER
STORAGE TANK. REFER TO
DETAILS BY OTHERS.
VOLUME = 1054m³

STORMTECH MC-3500
UNDERGROUND STORMWATER
STORAGE TANK. REFER TO
DETAILS BY OTHERS.
VOLUME = 218m³

45°

45°

STMMH 101
T/G=98.62
(1800mmØ)
INV.E=95.76
INV.W=95.79
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STMMH 107
T/G=100.84
(1800mmØ)
INV.SE=96.27
INV.NW=96.42
INV.SW=96.97

17.8m-1050mmØ STM @

0.4%

38.2m-1050mmØ STM @
 0.4%

STMMH 117
T/G=100.16
(1800mmØ)

INV.SE=96.70
INV.NW=96.71
INV.SW=97.15

93.7m-900mmØ STM @ 0.3%

12.5m-900mmØ STM @ 0.3%

STMMH 119
T/G=101.65
(1200mmØ)

INV.NE=98.85
INV.SW=99.30
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STMMH 10B
T/G=102.51
(1200mmØ)
INV.SE=99.95
INV.SW=100.50

72.4m-600mmØ STM @ 1.0%

STMMH 113
T/G=102.29
(1800mmØ)
INV.E=97.95
INV.SW=97.98
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STMMH 111
T/G=102.68
(1200mmØ)

INV.NW=99.88
INV.SW=100.21

76.8m-450mmØ STM @ 1.4%

STMMH 108
T/G=100.94
(1800mmØ)

INV.NE=97.15
INV.SW=97.16
INV.SE=99.15
INV.NW=97.71
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2.0m-750mmØ
STM @ 1.0%

INV=98.20
CB 88

T/G=100.02
INV.SE=98.52

6.4m-200mmØ
STM @ 1.0%

CB 89
T/G=100.10
INV.NW=98.60
8.6m-200mmØ STM
@ 1.0%

STMMH 118
T/G=100.03
(1200mmØ)

INV.NE=97.59
INV.SW=97.67
INV.SE=97.98

STMMH 120
T/G=104.32
(1200mmØ)

INV.NE=101.78
INV.NW=102.36
INV.SE=102.80
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CB 92
T/G=101.00

INV.SE=99.50

9.0m-250mmØSTM @ 1.0%
CB 91

T/G=100.87
INV.E=99.37

8.4m-200mmØ STM
@ 1.0%

CB 94
T/G=103.23

INV.SE=101.73

13.1m-250mmØSTM @ 1.0%

CB 93
T/G=102.21
INV.NW=100.71
4.5m-250mmØ
STM @ 1.0%

CB 95
T/G=104.01

INV.SE=102.51 14.7m-250mmØ STM
@ 1.0%

CB 96
T/G=104.45
INV.NW=102.9514.8m-250mmØ STM

@ 1.0%

STMMH 102
T/G=99.85

(2400mmØ)
INV.E=96.01

INV.W=96.02
INV.S=96.32

STMMH 103
T/G=100.69
(1500mmØ)
INV.N=96.52
INV.SE=96.55
INV.W=97.41 92.3m-750mmØ STM @ 0.5%

STMMH 104
T/G=101.88
(1500mmØ)
INV.NW=97.43
INV.SE=97.44
INV.SW=99.91
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CB 58
T/G=101.35
INV.NE=99.85
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CB 60
T/G=101.50
INV.NE=100.00
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T/G=101.55
INV.NE=100.05
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CB 63
T/G=100.65

INV.SW=99.15

CB 59
T/G=100.45
INV.SW=98.95

37
.5

m
-3

75
m

m
Ø

 S
TM

 @
 1

.0
%

CB 54
T/G=100.81
INV.NW=99.31

CBMH 211
T/G=100.81
(1500mmØ)

INV.E=97.57
INV.SE=99.24
INV.SW=97.58

6.6m-200mmØ
STM @ 1.0%

8.0m-675mmØ
STM @ 2.0%

CB 52
T/G=100.08

INV.E=98.58
3.9m-200mmØ

STM @ 1.0%

CB 53
T/G=100.08
INV.W=98.58

3.9m-200mmØ
STM @ 1.0%

CB 90
T/G=100.87
INV.NW=99.23
INV.W=99.2918.4m-250mmØ STM @1.0%

CB 76
T/G=102.50
INV.NW=101.00

CB 75
T/G=102.05

INV.SE=100.55
18.1m-200mmØ

STM @ 1.0%14.4m-250mmØ
STM @ 1.0%

CB 74
T/G=102.00

INV.SE=100.50

14.4m-250mmØ
STM @ 1.0%

CB 78
T/G=102.15

INV.SE=100.65

14.4m-250mmØ
STM @ 1.0%

CB 77
T/G=102.10

INV.SE=100.60

14.4m-250mmØ
STM @ 1.0%

CB 70
T/G=100.75
INV.NW=99.25

CBMH 201
T/G=100.55
(1800mmØ)
INV.SE=98.12
INV.SW=98.18

10.5m-375mmØ
STM @ 1.0%

40.8m-750mmØ STM @ 1.0%

CBMH 109
T/G=102.00
(1500mmØ)
INV.NE=97.59
INV.NW=99.83
INV.SW=97.60

CB 68
T/G=102.15

INV.SW=100.65
8.8m-200mmØ
STM @ 1.0%

CB 71
T/G=101.70

INV.SE=100.20

36.7m-250mmØ
STM @ 1.0%
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2.0m-675mmØ
STM @ 1.0%
INV=97.60

CB 84
T/G=100.32

INV.SW=98.82 7.5m-200mmØ STM
@ 1.0%

CB 85
T/G=100.32

INV.NE=98.82
1.5m-200mmØ
STM @ 1.0%

CB 50
T/G=97.89

INV.S=96.39

7.5m-200mmØ
STM @ 1.0%

CB 51
T/G=97.90
INV.N=96.40

3.4m-200mmØ
STM @ 1.0%

CB 68
T/G=100.05

INV.S=98.55

7.7m-200mmØ
STM @ 1.0%

CB 69
T/G=100.05

INV.N=98.55

1.7m-200mmØ
STM @ 1.0%

37.2m-1050mmØ STM @
 0.6%
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% 87.8m-750mmØ STM @ 1.0%

INV.W=95.57

INV.SE=96.75

13.1m-200mmØ
STM @ 2.0%
INV=100.70

20.8m-250mmØ
STM @ 2.0%

INV=100.70

10.1m-250mmØ
STM @ 2.0%
INV=100.70

10.1m-250mmØ
STM @ 2.0%
INV=100.70

10.1m-250mmØ
STM @ 2.0%
INV=100.70

10.0m-250mmØ
STM @ 2.0%

INV=100.70
10.0m-300mmØ

STM @ 2.0%
INV=100.70

9.0m-300mmØ
STM @ 2.0%

9.0m-250mmØ
STM @ 2.0%

INV.=100.20

INV.=100.20

INV.=100.70

STMMH 110
T/G=102.29
(1800mmØ)
INV.NE=97.69
INV.W=97.72
INV.SE=98.80

8.8m-825mmØ
STM @ 1.0%

STMMH 106
T/G=100.69
(1800mmØ)
INV.E=96.17
INV.NW=96.20

CB 73
T/G=102.70
INV.NW=101.20

STMMH 112
T/G=102.70
(1200mmØ)

INV.NE=100.56
INV.SE=101.11

8.6m-200mmØ
STM @ 1.0%

CB 72
T/G=102.45

INV.SE=100.95

4.5m-200mmØ
STM @ 1.0%

22.6m-150mmØ STM @ 2.0%

SANMH 9
T/G=102.06

INV.SE=99.08
INV.SW=99.14

SANMH 7
T/G=102.24

INV.SE=98.60
INV.SW=98.66

SANMH 6
T/G=102.60
INV.SE=98.34
INV.NW=98.35

SANMH 8
T/G=102.76

INV.NE=98.71
INV.NW=98.77

SANMH 15
T/G=100.90

INV.SE=94.19
INV.NW=94.22

SANMH 14
T/G=100.74
INV.E=94.11

INV.NW=94.14

SANMH 13
T/G=98.71
INV.E=93.83
INV.W=93.89

SANMH 16
T/G=100.11
INV.SE=94.49
INV.NW=94.50

SANMH 10
T/G=102.34

INV.NE=99.36
INV.SW=99.42

INV.W=93.74

INV.SE=94.55

INV.=99.30

INV.=99.85
LATERAL TO DROP BELOW

STM MAIN AT CROSSING
REFER TO NDGP FOR DETAIL
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CB 86
T/G=99.95
INV.N=98.45

CB 87
T/G=99.89
INV.NE=98.28
INV.S=98.3114.2m-200mmØ

STM @
 1.0%

7.0m-250mmØ
STM @ 1.0%

CB 57
T/G=101.20
INV.NE=99.70
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CB 55
T/G=101.01
INV.SW=99.50

3.9m-200mmØ
STM @ 1.0%

CB 56
T/G=101.01
INV.NE=99.50

3.9m-200mmØ
STM @ 1.0%

INSTALL TIDEFLEX
CHECKVALVE  ON
OUTLET PIPE

INSTALL TIDEFLEX
CHECKVALVE  ON

OUTLET PIPE

INSTALL TIDEFLEX CHECKVALVE
ON OUTLET PIPE

2.0m-450mmØ
STM @ 1.0%
INV=98.00

STMMH 10A
T/G=102.63
(1200mmØ)

INV.SE=99.22
INV.NW=99.23

10.1m-300mmØ
STM @ 2.0%
INV=100.70

10.1m-250mmØ
STM @ 2.0%
INV=100.70
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GENERAL PLAN OF SERVICES
NORTH-WEST DEVELOPMENT

120025-GP1

NOTE:
THE POSITION OF ALL POLE LINES, CONDUITS,
WATERMAINS, SEWERS AND OTHER
UNDERGROUND AND OVERGROUND UTILITIES AND
STRUCTURES IS NOT NECESSARILY SHOWN ON
THE CONTRACT DRAWINGS, AND WHERE SHOWN,
THE ACCURACY OF THE POSITION OF SUCH
UTILITIES AND STRUCTURES IS NOT GUARANTEED.
BEFORE STARTING WORK, DETERMINE THE EXACT
LOCATION OF ALL SUCH UTILITIES AND
STRUCTURES AND ASSUME ALL LIABILITY FOR
DAMAGE TO THEM.
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