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244 FOUNTAIN PLACE
PROPOSED 3 - STOREY
RESIDENTIAL BUILDING

SECOND FLOOR = 69.80
BASEMENT FLOOR = 62.30
MAIN ENTRANCE = 62.19

USF = ±60.30
TOF VARIES (REFER TO ARCHITECTURAL

PLANS FOR DETAILS. TOF TO REMAIN
0.15m MIN. ABOVE FINISHED GRADE

BUILDING ROOF DRAINS/EAVESTROUGHS
TO BE DIRECTED TO SURFACE AT GRADE

FO
UNTAIN PLACE

(RIDEAU PLACE)

BESSERER STREET

0.070.41

EXT-4

0.030.75

STM-2

0.020.90

BLDG-1

0.010.71

STM-1

19.1m - 150mmØ STORM SERVICE
(FOUNDATION DRAIN ONLY) @ 1.0% MIN

c/w FULL PORT BACKWATER VALVE.
INV @ BLDG = 59.80

INV @ CONNECTION = 58.93

EX. 300mmØ STM SEWER
SPRINGLINE  = ±58.93
EX. 300mmØ STM INV = ±58.75
INVERT TO BE SITE VERIFIED

FLOOR DRAIN TO BE
CONNECTED TO

INTERNAL PLUMBING

APPROX. LOCATION OF
PROPOSED ROOF DRAIN

APPROX. LOCATION OF
PROPOSED ROOF DRAIN

DICB-1 (610X610)
T/G=62.79

NE INV=61.03

CB-3
T/G=61.77
NE INV=60.39

15.8m - 200mmØ CB LEAD @ 1.0% MIN
INV @ CONNECTION = 58.90

CB-2
 c/w WATERTIGHT

COVER AS PER S19
T/G=62.35

W INV=60.97
NE INV=60.92

5.8m - 200mmØ CB LEAD @ 1.0% MIN

12.3m - 200mmØ CB LEAD @ 1.0% MIN
INV @ CONNECTION = 59.02

EX. 300mmØ STM SEWER
SPRINGLINE  = ±59.02
EX. 300mmØ STM INV = ±58.84
INVERT TO BE SITE VERIFIED

EX. 300mmØ STM SEWER
SPRINGLINE  = ±58.90
EX. 300mmØ STM INV = ±58.72
INVERT TO BE SITE VERIFIED
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