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BILL OF MATERIALS

CATALOG No. DESCRIPTION

NXT-24S-0-7-3HB-7-BK-4-UL-X-2H 50 WATT LED COBRAHEAD STYLE LUMINAIRE, BLACK IN
COLOR, AS MANUFACTURED BY LRL.

MA-300-B-2-BE-10-F-0TT MADISON 9.1m (30') OCTAGONAL CONCRETE POLE AS
MANUFACTURED BY USI

FP7571B PHOTOCELL AS MANUFACTURED BY FP-OLC OR
EQUIVALENT. CSA APPROVED.

DWG No LBD005A UNIVERSAL BRACKET, 8" TENON AS PER CITY OF OTTAWA.
FOR ALL LIGHTS. BLACK IN COLOR.

LIGHT P1TO BE INSTALLED 0.5m FROM THE
SIDEWALK.

LIGHTS P2, P3 AND P4 TO BE INSTALLED 1.0m FROM
FACE OF CURB.

THE EXISTING LIGHTS ON ROGER GRIFFITHS AVENUE
AND MAIZE STREET WERE DESIGNED UNDER
PROJECT No UBD-0388.

2 - #8 AWG COPPER 
1 - #8 AWG COPPER (GND)

A

LEGEND:

WIRING DIAGRAMS

1. ALL WIRING TO BE RWU90 COPPER CONDUCTOR
2. FIXTURES AND POLES SHALL BE COMPLETE WITH

INTEGRAL FUSING AND PHOTOCELL

A

CIRCUIT No. 1

P2
CIRCUIT No. 2

P1

M
METER AT BLOCK 3
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SD

DISCONNECT PANEL BY
BUILDING ELECTRICIAN
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