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96-106 Strathaven Private3 Storey Brick and Vinyl Sided Building(Foundation Noted)

1151 Oglivie Road1 Storey Brick Building(Foundation Noted)

99-105 Strathaven Private
3 Storey Brick and Vinyl

 Sided Building
(Foundation Noted)
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Site Benchmark #2
Cut Cross - Set in Concrete Pedestal
Elevation = 72.82

EX. 88.3m - 250mmØ A.C. SANITARY SEWER 1.27% ±

EX. MHSA42746
T/G=70.93
N. INV=67.09±
E. INV=67.14±
W. INV=67.09±

EX. MHSA41660
W. INV=68.26±
E. INV=68.26±

EX. 42.3m - 250mmØ A.C. SANITARY SEWER @ 0.28% ±

EX. MHSA41659
T/G=72.39
W. INV=68.38±

EX. 76.0m - 300mmØ A.C. SANITARY SEWER 1.45% ±

EX. 200mmØ PVC SAN

EX. 200m
m

Ø PVC SAN

EX. 100mmØ PVC SAN

EX. MHSA41661
T/G=71.45

S. INV=67.45±
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Site Benchmark #1
Cut Cross - Set in Light Standard

Elevation = 71.55

0.5m - 200mmØ SAN SERVICE @ 1.0% MIN. c/w FULL
PORT BACKWATER VALVE AS PER S14.1.
TO BE SLEEVED THROUGH THE FOUNDATION WALL.
INV@ BLDG=67.53

18.6m - 200mmØ SAN @ 1.00%

1137 OGILVIE ROAD
PROPOSED 30 STOREY
MIXED USE BUILDING

FF=±72.20
P1 SLAB=±69.20
P2 SLAB=±66.20
P3 SLAB=±63.20

USF=±62.20
SUMP PUMPS REQUIRED TO

DISCHARGE INTERNAL STORM AND
SANITARY SEWERS

ENTRANCE SIGNAGE

RAISED SEATWALL

TOWER FOOTPRINT

LIMIT OF UNDERGROUND
PARKING

RAISED SEATWALL

LIMIT OF UNDERGROUND
PARKING

LIMIT OF UNDERGROUND
PARKING

4 STOREY PODIUM

2-6 STOREY PODIUM

LOADING BAY

MECH ROOM

CISTERN

0.45 742
1137 0.26 700

1151

1137 OGILVIE ROAD UNITS
STUDIO = 211
1 BED = 77

1 BED + STUDY = 26
2 BED = 94

2 BED + STUDY = 28
3 BED = 0

COMMERCIAL = 543 m²

ASSUMED 1151 OGILVIE ROAD UNITS
STUDIO = 139
1 BED = 120

1 BED + STUDY = 51
2 BED = 70

2 BED + STUDY = 27
3 BED = 0

COMMERCIAL = 230 m²SAN 2 (MONITORING MH)
T/G=71.77
E INV=67.52
W INV=67.51

SAN 1
CONNECT TO EX. 250mmØ SAN

T/G=71.25
N INV=67.26±

E INV=67.32
S INV=67.26±

FUTURE 1151 OGILVIE ROAD SANITARY
SYSTEM TO BE CONNECTED TO 1137
OGILVIE ROAD INTERNAL PLUMBING
DURING PHASE 2. TO BE CONFIRMED BY
THE MECHANICAL CONSULTANT.

RAISED SEATWALL

PROPOSED SITE TRIANGLES.
REFER TO ARCHITECTURAL

DWGS FOR DETAILS.
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The Contractor shall verify and be responsible for all dimensions. DO 
NOT scale the drawing - any errors or omissions shall be reported to

The Copyrights to all designs and drawings are the property of
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SITE LOCATION

N

EXISTING SANITARY MH AND SEWER

PROPOSED SANITARY MH AND SEWER

SANITARY DRAINAGE AREA

SANITARY DRAINAGE AREA ID#R100A
0.3150 POPULATION COUNT

SANITARY DRAINAGE AREA ha.

FUTURE SANITARY DRAINAGE AREA ID#R100A
0.3150 FUTURE POPULATION COUNT

FUTURE SANITARY DRAINAGE AREA ha.

FUTURE SANITARY DRAINAGE AREA
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