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INNES ROAD

TEMPORARY PAD CONDITION
PROPOSED-FUTURE BUILDING TBD. AND

SUBJECT TO FUTURE SITE PLAN AMENDMENT
FUTURE FFE=89.80m

INTERIM PAD ELEV=89.60m-89.35

BLDG. S2
FFE=89.80m

USF=VARIES (88.29m - 87.10m)

EXISTING 4.29ha COMMERCIAL AREA
CONTRIBUTES TO EX. SAN 16

0.05COM

C4J

0.06COM

C4K 0.04COM

C4N

0.66COM

C5H

1.72 INF

G4A

0.71 INF

G5A

0.26COM
C9A

0.36COM
C10A

0.12 INFL
G7A

0.15 INFL
G8A

1.40 INFL
G6A

0.10COM
C6M

0.07COM
C6L

EX.118.8m-250mmØ SAN @ 0.27%

EX.19.0m-375mmØ SAN @ 0.42%

EX. 55.3m-250mmØ SAN @ 0.25%

EX. 55.3m-250mmØ SAN @ 0.50%

EX
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EX.35.6m-250mmØ SAN @ 0.25%

EX.SAN (1200Ø)
T/G=88.78

SW INV=85.13
S INV=85.08

NW INV=85.20

EX. SAN (1200Ø)
T/G=88.79

NE INV=85.45
SW INV=85.47

EX. SAN 1A(1200Ø)
T/G=89.17

SE INV=86.16
NW INV=86.17
SW INV=86.26

EX. 22.1m-250mmØ SAN @ 0.36%

EX. SAN 2 (1200Ø)
T/G=89.47

SE INV=86.30
NW INV=86.33
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EX. SAN (1200Ø)
T/G=88.42
SE INV=85.38

EX. SAN 3 (1200Ø)
T/G=89.41

SE INV=86.53
NE INV=86.59
SW INV=87.10

EX. SAN 6 (1200Ø)
T/G=88.61
SW INV=86.87
NW INV=86.97

EX.102.7m-250mmØ SAN @ 0.25%

EX.SAN (1200Ø)
T/G=88.91

S INV=84.95
N INV=85.00

EX.SAN (1200Ø)
T/G=88.88

SE INV=84.84

EX. 18.5m-375mmØ SAN @ 0.40%

EX. SAN STUB
INV=87.03
EX. 4.0m-150mmØ DR28
SAN @ 1.50%

EX. SAN 1 (1200Ø)
T/G=89.02

NW INV=86.08
W/E INV=85.57

EX.SAN STUB
INV=86.78
EX.9.3m-150mmØ DR
28 SAN @ 1.0%

EX.SAN STUB
INV=86.68

EX.7.1m-135mmØ DR
28 SAN @ 6.75%

EX.SAN STUB
INV=88.10

EX.3.1m-135mmØ DR
28 SAN @ 1.0%

EX. SAN 4 (1200Ø)
T/G=90.00

NE INV=87.63
SW INV=87.75
NW INV=88.07

EX.SAN STUB
INV=88.06

EX.31.4m-135mmØ DR 28
SAN @ 1.0%

EX.SAN STUB
INV=86.63

EX. SAN 5 (1200Ø)
T/G=89.40
NW INV=86.62
NE INV=86.56

EX.SAN STUB
INV=86.72
EX.9.9m-150mmØ DR 28
SAN @ 1.0%

EX.9.1m-150mmØ DR 28
SAN @ 1.0%

SAN 7 (1200Ø)
T/G=89.04

SW INV=86.40
NE INV=86.43

NW INV=87.40

47.8m-250mmØ PVC DR 35 SAN @ 0.40%

SAN 8 (1200Ø)
T/G=88.82
SW INV=86.59
NW INV=87.40

38.8m-250mm∅ PVC DR 35 SAN @ 0.40%

SAN STUB 10
INV=87.50
10.2m-150mmØ PVC DR 28 SAN @ 1.00%

SAN STUB 9
INV=87.50

10.2m-150mmØ PVC DR 28 SAN @ 1.00%

SAN 1B (1200Ø)
T/G=89.12

SE/NW INV=86.15±
NE INV=86.21

ROAD CUT AS PER CITY OF
OTTAWA STANDARD DETAIL R10.
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Copyright Reserved
The Contractor shall verify and be responsible for all dimensions. DO 
NOT scale the drawing - any errors or omissions shall be reported to

The Copyrights to all designs and drawings are the property of

authorized by Stantec is forbidden.

Stantec without delay.

Stantec. Reproduction or use for any purpose other than that
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PROPOSED SITE
LOCATION

N

EXISTING SANITARY MH AND SEWER

PROPOSED SANITARY MH AND SEWER

EX.SANITARY DRAINAGE AREA

SANITARY DRAINAGE AREA ID#C1A
0.3150

INFILTRATION RATE OF 0.33 L/s/Ha APPLIED 

SANITARY DRAINAGE AREA ID#G1A
0.11INFL

SANITARY DRAINAGE AREA ha.

COMMERCIAL FLOWS

SANITARY DRAINAGE AREA ha.

THERMAL INSULATION ON SANITARY SEWER
WHERE COVER IS LESS THAN 2.5m AS PER S35.

EX. SANITARY DRAINAGE AREA ID#C1A
0.3150

EX.INFILTRATION RATE OF 0.33 L/s/Ha APPLIED 

EX.SANITARY DRAINAGE AREA ID#G1A
0.11INFL

EX.SANITARY DRAINAGE AREA ha.

EX. COMMERCIAL FLOWS

EX. SANITARY DRAINAGE AREA ha.

SANITARY DRAINAGE AREA

3200 HIGHWAY 7, VAUGHAN, ON, L4K 5Z5
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