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68mm x 13mm, 2.0mm TH.,

ALUMINIZED TYPE 2 @3.92%
INV.SW=82.25
INV.NE=80.75
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DITCH

NOTE:
ROOF DRAIN DISCHARGE TOSURFACE (REAR PARKING AREA)

CONNECT TO EXISTING 1500mmØ STM
DEFLECT LATERAL PER CITY DETAIL S11
CONNECT AT MAIN
EX. MAIN INV. =80.09±

RY5

ICD

ICD

ICD

DS

DS NOTE:
ROOF DRAIN DISCHARGE
TO SURFACE (RY1)

TRENCH DRAIN
T/G=81.50

STRUCTURE
100 YEAR
PONDING

ELEVATION

100 YEAR
PONDING DEPTH (m)

100 YEAR +20%
PONDING

ELEVATION

100 YEAR +20%
PONDING DEPTH (m)

MAX STATIC
PONDING ELEVATION

MAX STATIC
PONDING DEPTH (m)

CB01 83.45 0.13 83.46 0.14 83.45 0.13

CBMH01 85.84 0.29 85.86 0.31 85.90 0.35

CBMH02 85.84 0.29 85.86 0.31 85.85 0.30

RY01 82.69 0.00 82.92 0.14 82.86 0.08

RY02 82.69 0.00 82.92 0.00 83.07 0.00

RY03 82.70 0.00 82.92 0.02 82.95 0.05

RY04 82.70 0.00 82.92 0.00 83.26 0.10

RY05 83.83 0.03 83.91 0.11 83.90 0.10

RY06 83.83 0.03 83.91 0.11 83.90 0.10
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NOTE:
ROOF DRAIN DISCHARGE
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STORMTECH SC-800 UNDERGROUND
STORAGE CHAMBERS (VOLUME = 31.4m3)
INV. CHAMBERS=81.22
INV. SUBDRAIN=81.07

STORMTECH SC-800 UNDERGROUND
STORAGE CHAMBERS (VOLUME = 36.9m3)
INV. CHAMBERS=81.66
INV. SUBDRAIN=81.51

STORMTECH SC-800 UNDERGROUND
STORAGE CHAMBERS (VOLUME = 14.9m3)
INV. CHAMBERS=81.44
INV. SUBDRAIN=81.29
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42.5m-600mmØ STM @ 0.50%
(STORAGE PIPE)
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STM @
 1.00%

13.5m-250mmØ
STM @ 0.50%

6.9m-250mmØ
STM @ 1.08%

7.0m-200mmØ

STM @ 1.00%
36.8m-600mmØ STM @ 0.20%

(STORAGE PIPE)6.2m-250mmØ STM @ 0.50%
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ICD TYPE

TEMPEST LMF

106mm

TEMPEST LMF

TEMPEST LMF

INVERT
(m)

E=81.23
N=81.06

NW=82.32

SE=82.88
NW=83.48

NW=82.70
SE=82.70

100-YR HEAD
(m)

1.63

1.13

2.96

1.12

100-YR PEAK
FLOW (L/s)

12.2

21.2

7.4

8.0
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NOTE:
THE POSITION OF ALL POLE LINES, CONDUITS,
WATERMAINS, SEWERS AND OTHER
UNDERGROUND AND OVERGROUND UTILITIES AND
STRUCTURES IS NOT NECESSARILY SHOWN ON
THE CONTRACT DRAWINGS, AND WHERE SHOWN,
THE ACCURACY OF THE POSITION OF SUCH
UTILITIES AND STRUCTURES IS NOT GUARANTEED.
BEFORE STARTING WORK, DETERMINE THE EXACT
LOCATION OF ALL SUCH UTILITIES AND
STRUCTURES AND ASSUME ALL LIABILITY FOR
DAMAGE TO THEM.
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