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NOTES:

Date:5/14/2019

Illumination results shown on this lighting design are based on project parameters
provided to Cree Canada used in conjunction with luminaire test procedures
conducted under laboratory conditions. Actual project conditions differing from
these design parameters may affect field results. The customer is responsible
for verifying compliance with any applicable electrical, lighting, or energy code.

1. See drawing for mounting height.
2. Calculation points are set on a 3M x 3M grid.
3. Maintained light levels are shown at grade.
4. LMF based on light levels at 50,000 hours operating in an
    annual average ambient temperature of 5 degrees celsius. 1:250
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Luminaire Schedule
Symbol Qty Label Arrangement Lumens LLF Description Watts

Calculation Summary
Label CalcType Units Avg Max Min Avg/Min Max/Min
Site Illuminance Fc 1.57 3.2 0.3 5.23

3 B BACK-BACK 11478 1.000 OSQ-A-xx-5SH-B-40K 86
4 C SINGLE 8779 1.000 OSQ-A-xx-4ME-B-40K w_OSQ-BLSMF 86
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