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39.8m-150mmØ PVC SDR-28 SAN SERVICE @ 1.0% MIN
C/W FULL PORT BACKWATER VALVE AS PER S14.1.
INV. @ BLDG=±86.02
INV. @ CONNECTION=±85.62

WASHROOM/
SHOWER

MECH. ROOM

1 CANFIELD ROAD
PROPOSED ST MARYS CROPTIC CHURCH

LEVEL 1 FF=90.64
BASEMENT FF =85.84

USF=84.76
TOP OF FOUNDATION VARIES. TO BE MIN. 0.15m

FROM FINISHED GRADE
MAXIMUM ROOF RELEASE RATE=6.31L/s

SUMP PUMP REQUIRED TO DISCHARGE INTERNAL
SANITARY SEWER AND FOUNDATION DRAIN

EX. SAN SERVICE
TO REMAIN

BREAK INTO EX. SANITARY
MH, CONNECT AND
RE-BENCH AS PER OPSD
701.021

0.22 INST
I1A

0.51 INST
I1B

TUNNEL BELOW

SIGN
SIGN
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ST. MARY'S COPTIC ORTHODOX CHURCH
1 Canfield Road 
PROPOSED ST. MARYS CHRISTIAN CHURCH 
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SANITARY DRAINAGE PLAN
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PROPOSED SANITARY SEWER

SANITARY DRAINAGE AREA

SANITARY DRAINAGE AREA ha.

SANITARY DRAINAGE AREA ID#
I1A

0.38 INST INSTITUTIONAL FLOW RATES USED (50,000
L/Ha/d BUILDING FLOW, AND 0.33 L/s/Ha
INFILTRATION)

EXISTING SANITARY SEWER
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