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T/W=74.18

ASSUMED SANITARY SERVICE LOCATION.
TO BE VERIFIED BY FIELD INVESTIGATION.

APPROX. LOCATION OF EX. 152mmØ PRIVATE
WATERMAIN. TO BE VERIFIED BY FIELD INVESTIGATION.
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AND POLE TO BE RE-LOCATED
AS PER HYDRO OTTAWA

EXISTING BELL PEDS TO BE
RE-LOCATED AS PER BELL

DESIGN.

EXISTING 150mmØ PRIVATE WATERMAIN
TO BE RE-LOCATED TO BOYS AND GIRLS
CLUB PROPERTY.  (SEE SSP-1)

EXISTING BUILDING TO BE DEMOLISHED.
(UNDER SEPARATE CONTRACT)

EXISTING STORM MH  AND PIPING TO BE
REMOVED AND RE-LOCATED.  (SEE SSP-1)

EXISTING 150mmØ PRIVATE WATERMAIN
TO BE RE-LOCATED TO BOYS AND GIRLS
CLUB PROPERTY.  (SEE SSP-1)

EXISTING 225mmØ PRIVATE SANITARY
SEWER AND MH TO BE RE-LOCATED

TO BOYS AND GIRLS CLUB PROPERTY.
(SEE SSP-1)

EXISTING PRIVATE FIRE HYDRANT BE
RE-SERVICED BY NEWLY RELOCATED

PRIVEATE WATERMAIN BOYS AND
GIRLS CLUB PROPERTY.  (SEE SSP-1)

EXISTING WATER SERVICES TO
BE ABANDONED AND CAPPED

AT MAINLINE.

EX. SAN EX 101 (1200Ø)
T/G=73.26
E INV=70.47
W INV=70.50

EXISTING GAS WELL TO
BE DE-COMMISSIONED.

ADJUST EX. CB TOP OF GRATE
TO 73.26 (SEE GP-1)

EXISTING GAS WELL TO BE
VERIFIED AND IF EXISTING IT IS
TO BE DE-COMMISSIONED.
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