
EX. 76.5m-450mmØ CONC.
STORM SEWER @ 0.98%±
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96-106 Strathaven Private3 Storey Brick and Vinyl Sided Building(Foundation Noted)

99-105 Strathaven Private
3 Storey Brick and Vinyl

 Sided Building
(Foundation Noted)
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Site Benchmark #2
Cut Cross - Set in Concrete Pedestal
Elevation = 72.82

EX. MHST21696
T/G=71.57
S. INV=69.06±EX
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EX. MHST21183
T/G=71.97
W. INV=69.51±
E. INV=69.60±

EX. 66.6m- 525mmØ CONC. STORM SEWER @ 0.98%±
EX. 80.0m- 600mmØ CONC. STORM SEWER @ 1.00%±

EX. MHST21183
T/G=72.70
W. INV=70.35±

EX. MHST21182
T/G=71.15

N. INV=68.86±
E. INV=68.86±

W. INV=68.72±

Site Benchmark #1
Cut Cross - Set in Light Standard

Elevation = 71.55

1137 OGILVIE ROAD
PROPOSED 30 STOREY
MIXED-USE BUILDING

FF=±72.20
P1 SLAB=±69.20
P2 SLAB=±66.20
P3 SLAB=±63.20

USF=±62.20
SUMP PUMPS REQUIRED TO

DISCHARGE INTERNAL STORM AND
SANITARY SEWERS

1151 OGILVIE ROAD
PROPOSED 30 STOREY
MIXED-USE BUILDING

FF=±72.85
P1 SLAB=±69.85
P2 SLAB=±66.85
P3 SLAB=±63.85

USF=±62.85
SUMP PUMPS REQUIRED TO

DISCHARGE INTERNAL STORM AND
SANITARY SEWERS

0.18 0.90
BLDG1

0.16 0.90
BLDG2

0.16 0.71
CSTRN1

0.10 0.72
UNC-1

1.4m - 300mmØ STM SERVICE @ 1.0% MIN. c/w FULL PORT
BACKWATER VALVE AS PER S14.
FOR PROPOSED 1137 OGILVIE BUILDING CISTERN, ROOF DRAINS,
FOUNDATION DRAIN, AND AREA DRAINS.
SERVICE SIZE TO BE CONFIRMED BY MECHANICAL CONSULTANT.
CISTERN SIZE TO BE CONFIRMED AT DETAILED DESIGN.
INV@ BLDG=69.37
STM 101 (OGS UNIT TO BE
CONFIRMED AT DETAILED DESIGN)
T/G=71.74
N INV=69.36
S INV=69.35

STM 100
CONNECT TO EX. 525mmØ STM
T/G=71.49
N INV=69.26
E INV=69.09±
W INV=69.09±

8.5m - 300mmØ STM @ 1.00%

2.2m - 300mmØ STM SERVICE @ 1.0% MIN. c/w FULL PORT
BACKWATER VALVE AS PER S14.
FOR PROPOSED 1151 OGILVIE BUILDING CISTERN, ROOF DRAINS,
FOUNDATION DRAIN, AND AREA DRAINS.
SERVICE SIZE TO BE CONFIRMED BY MECHANICAL CONSULTANT.
CISTERN SIZE TO BE CONFIRMED AT DETAILED DESIGN.
INV@ BLDG=70.03
STM 201 (OGS UNIT TO BE
CONFIRMED AT DETAILED DESIGN)
T/G=72.53
N INV=70.01
S INV=70.00

STM 200
CONNECT TO EX. 450mmØ STM
T/G=72.14
N INV=69.91
E INV=69.76±
W INV=69.76±

9.0m - 300mmØ STM @ 1.00%

0.11 0.55
CSTRN2

CONCEPTUAL LOCATION
OF AREA DRAIN
(TO BE CONNECTED TO 1137
OGILVIE CISTERN THROUGH
INTERNAL PLUMBING)

CONCEPTUAL LOCATION OF
AREA DRAIN

(TO BE CONNECTED TO 1137
OGILVIE CISTERN THROUGH

INTERNAL PLUMBING)

CONCEPTUAL LOCATION OF
AREA DRAIN
(TO BE CONNECTED TO 1151
OGILVIE CISTERN THROUGH
INTERNAL PLUMBING)

CONCEPTUAL LOCATION OF
AREA DRAIN

(TO BE CONNECTED TO 1151
OGILVIE CISTERN THROUGH

INTERNAL PLUMBING)

APPROX. AVAILABLE AREA FOR STORMWATER STORAGE
· 5th LEVEL: 325 m², 3 ROOF DRAINS
· PENTHOUSE: 160 m², 2 ROOF DRAINS

APPROX. AVAILABLE AREA FOR STORMWATER STORAGE
· 5th LEVEL: 603 m², 4 ROOF DRAINS
· PENTHOUSE: 160 m², 2 ROOF DRAINS

ENTRANCE SIGNAGE

RAISED SEATWALL

RAISED SEATWALL

RAISED SEATWALL

LIMIT OF LEVELS ABOVE

LIMIT OF LEVELS ABOVE

LIMIT OF LEVELS ABOVE

LIMIT OF UNDERGROUND
PARKING

RAISED SEATWALL

PROPOSED SITE TRIANGLES.
REFER TO ARCHITECTURAL

DWGS FOR DETAILS.
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SITE LOCATION

N

AREA ID

RUNOFF COEFFICIENT

STORM DRAINAGE BOUNDARY

STORM DRAINAGE AREA ha.

DIRECTION OF OVERLAND FLOW

PROPOSED STORM MH AND SEWER

PROPOSED CATCHBASIN MANHOLE

PROPOSED CATCHBASIN

EXISTING STORM MH AND SEWER

L101A
1.00 0.85

THERMAL INSULATION ON STORM SEWER WHERE COVER
IS LESS THAN 1.5m. THERMAL INSULATION ON WATERMAIN
WHERE COVER IS LESS THAN 2.4m AS PER W22.

EXISTING CATCHBASIN

MAXIMUM STATIC PONDING LIMITS

AREA ID

EXTERNAL RUNOFF COEFFICIENT

EXTERNAL STORM DRAINAGE BOUNDARY

EXTERNAL STORM DRAINAGE AREA ha.

EXT-1
1.00 0.50

EXISTING COMBINED MH AND SEWER
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