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APPROXIMATE LOCATION OF
PROPOSED RETAINING WALL TO
DIRECT MAJOR FLOW TO POND 2

T/W=82.40
B/W=80.82

APPROXIMATE EXTENT OF GRADING TO
TIE INTO EXISTING TRIBUTARY ELEVATIONS.
TRIBUTARY 3 COMPENSATION PLAN
DESIGN SHOULD BE COMPLETED TO
MATCH PROPOSED GRADES AT THE
PROPERTY LINE

82.00

POND 2
POND BOTTOM=78.50
PERMANENT POOL=79.50
EXTENDED DETENTION=79.81
100-YEAR WATER LEVEL=81.04

SEDIMENT MANAGEMENT AREA
MIN. REQUIRED AREA=1000m²
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FOREBAY BOTTOM=78.50
2.5m x 2.5m x
0.5m SUMP PIT

500mm THICK GRANULAR B
BOTTOM ON TOP OF
TERRAFIX 270R FILTER CLOTH
(OR APPROVED EQUIVALENT)

250-400mm DIA. RIP-RAP STONE
0.35m THICK ON TOP OF
TERRAFIX 270R FILTER CLOTH  (OR
APPROVED EQUIVALENT) AND
UNDERLAIN BY NATIVE CLAY

EMERGENCY OVERFLOW SPILLWAY IS TO BE
LINED WITH 400 mm RIP-RAP UNDERLAIN BY

WOVEN GEOTEXTILE AND SEEDED WITH
STANDARD ROADSIDE MIX GRASS SEED.

5.0m REINFORCED
GRASS ACCESS ROAD

 5.0m SERVICE ROAD (3.0m
ASPHALT PAVEMENT).
TIE INTO EXISTING ACCESS ROAD

OVERLAND FLOW INLET
c/w REINFORCED GRASS

WITH 3:1 SIDE SLOPES.

ARMOUR STONE WALL TO BE AS PER
MANUFACTURER DESIGN AND
CONFIRMED BY STRUCTURAL ENGINEER
PROPOSED RAILING TO EXTEND FROM
EACH CORNER OF THE STRUCTURE UP THE
SIDE SLOPES OF THE POND AT 45 DEG.
ANGLE (INSTALLED ON SONOTUBES)
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POST DEVELOPMENT TRIBUTARY
WATER LEVELS AS PER KNUEA EMP
(APPROX. STATION 3625.37)
5YR=81.32
100YR=81.47

CONCEPTUAL POND
SERVICING AND GRADING PLAN
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PROPOSED STORM SEWER

PROPOSED STORM MANHOLE

PROPOSED HEADWALL

PROPOSED  5.0m SERVICE ROAD (3.0m
ASPHALT PAVEMENT)

PROPOSED REINFORCED GRASS

PROPOSED BOX MANHOLE

APPROXIMATE LOCATION OF RIP-RAP

OVERLAND FLOW DIRECTION

PROPOSED INSULATION AS PER OPSD 1109.030

500mm THICK GRANULAR B

100 YR WATER LEVEL AS NOTED

PERMANENT POOL AREA

MVCA 100 YEAR FLOODPLAIN
MVCA MEANDER BELT
MVCA REGULATION LIMIT

EMERGENCY OVERLAND FLOW DIRECTION
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